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CONG TY CO PHAN CAP NUGC PHU THQ ;]-;jim Be
PHONG QUAN LY CHAT LUQNG NUGC s

Dia chi: 86 8 — dudng Tran Phti — Tan Dan — Viét Tri — Pha Tho
Tel: 02103846531 - 02103848064

VILAS 1301

PHIEU KET QUA THU NGHIEM
TEST REPORT

So: 350/QLCL

Cong ty ¢b phan cdp nude Phi The.
Tén Dan, Viét Tri, Pht Tho.
Nwée may qua xi Iy xi nghiép cip nuwée Cim Khé

Tén khach hang/ Customer name:
Dia chi/ Address:
Tén mau/ Sample name:

Tinh trang mau/ Obvervation of sample: Pung trong chai nhua, bao quan nghiét do thudng \
S6 luong maw Quantity of sample: 01 M s6 maw Code of sample: 01/09/11/22
Ngay glti maw/ Send date of sample: ~ 09/11/2022 Ngay kiém nghiém/ Check date: 09- 21/11/2022
Luu maw/ Save of sample: Theo QD-01.
Gid¢i han theo
T Chi tidu phan tich Pon vi Phuwong phap thir QCVN Két qua
01-1:2018/BYT
1 | Do due(*) NTU TCVN 6184: 2008 2 0,24
2 | pH(*) - TCVN 6492: 2011 6,0- 8.5 7,58
3 | Clodu(*) mg/l Hach 8021 0,2-1,0 0,60
4 | Mau sac(¥) TCU TCVN 6185: 2015 15 4,28
5| Mui- vi(¥) - HDTN 04- 2019 Khong o6 mui vi la | Khong c6 mui vi la
6 | Clofroms(**) CFU/100ml TCVN 6187-1:2009 <3 KPH
7 | E.coli(**) CFU/100ml] TCVN 6187-1:2009 <1 KPH
8 | Amoni(**) ﬁlge’l " TQVYHLD&VSMT 0,3 0,06
9 | Nitrat(*¥*) mg/l TCVN 6180:1996 2 0,33
10 | Nitrit(**) mg/l - TCVN 6178:1996 0,05 <0,01
11 | Clorua(**) mg/l TCVN 6194: 1996 250 9,21
12 | Sunphat(**) mg/l TCVN 6200: 1996 250 14,45
13 | Sat(**) mg/l TCVN 6177: 1996 0,3 0,03
14 | B cung(**) mg/! TCVN 6224: 1996 300 50,00
15 | Chi s6 pemanganat(**) mg/1 TCVN 6186: 1996 2 0,64 T
16 | Mangan(**) mg/l TCVN 6002:1995 0,1 <0,1
17 | Asen(**) mg/l SMEWW 3113B 0,01 <0,01
18 | Téng chét rin hoa tan(**) mg/l TOQVYHLD&VSMT 1000 80
19 | H/1 Chi(**) mg/l SMEWW 3113B 0,01 KPH
20 | H/1 Thuy ngin(**) mg/l SMEWW 3113B 0,001 <0,001
21 | Floruac™) mg/l US EPA method 300.1 i3 .1
mod




3 Gi6i han theo
TT Chi tiéu phén tich Pon vi Phwong phap thir QCVN Két qua
01-1:2018/BYT

mg/l SMEWW 3125B:2017;
22 | H/I Nhém(**) 0,2 0,17
SMEWW 3030E:2017
mg/l KPH
23 | H/l Hydrosunfur(**) EPA 376.2 0,05

(LOD=10,015)

. mg/l SMEWW 3125B:2017;
24 | H/l Natri(**) SR G 200 2,50

Phenol va din xudt cia mg/l KPH
25 US EPA 528 mod 1 :
Phenol(**) (LOD=10,02)
26 | Benzo(a)pyren(**) o/l EPA 528 mod | 0,7 A
enzo(a)pyren m mo :
(LOD=0,2)
KPH
27 | Monoclorobenzen(**) mg/l US EPA 524.2 300
(LOD=100)
SMEWW 4500 CI G: KPH
28 | Monocloramin(**) mg/l 3
2017 (LOD= 2)
Ghi chi:

- Gidi han theo QCVN: 01-1:2018/BYT
- K&t qui nay chi c6 gid trj trén méu thir
- KPH: Khong phdt hign (Nghia ld duwdi ngudng phdt hign clia phwong phdp)
- Khéng dwge trich sao mpt phin két qui niy néu khong dwge si dong § ciia Cong ty cb phin cip nwese Phii Thy
- Tén mén, tén khdch hang ghi theo yéu ciu ciia khdch hang
- Khong nign khidu ngi trong trwong hop khong cd miu lwu hodc hét thoi han bew méu theo quy dinh
- Chi tidu ddnk diu (%) I chi tisu da dwpe cong nhin phit hop voi ISOAEC: 17025:2017
- Chi tiéu ddnh ddu (**) l chi tiéu givi nha thiu phu.
Viét Tr:‘,;}}g}kggjhdng 11 nam 2022
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PHONG QUAN LY CHAT LUQNG NUGC /ff//”;“q\
Dia chi: S8 8 — dudng Tran Phi — Tén Dan — Viét Tri — Phu Tho KT
Tel: 02103846531 - 02103848064 VILAS 1301
S6: 863 /QLCL PHIEU KET QUA THU NGHIEM
TEST REPORT
Tén khach hang/ Customer name: Cong ty ¢b phan cdp nude Phi Tho.
Dia chi/ Address: Tan Déan, Viét Tri, Pha Tho.
Tén mau/ Sample name: Nwée may qua xir Iy xi nghiép cép nwée Té Lé
Tinh trang mau/ Obvervation of sample: Pung tron g chai nhua, bao quan nhiét do thuong
S6 lwong maw/ Quantity of sample: 01 Ma s6 maw/ Code of sample: 05/14/11/22
Ngay glti mav/ Send date of sample: 14/11/2022 Ngay kiém nghiém/ Check date: 14- 21/11/2022
Luu méu/ Save of sample: Theo QB-01.
Don ) QCVN:
TT | Chi tiéu phan tich Phwong phap thir Ket qua
vi 01-1:2018/BYT
1 | D3 duc(*) NTU | TCVN 6184: 2008 0,30 2
2 | pH(™) - TCVN 6492: 2011 7,40 Trong khoang 6,0- 8,5
3 | Clo du(*) mg/l Hach 8021 0,50 Trong khoang 0,2- 1,0
4 | D6 mau(*) mg/l | TCVN 6185: 2015 4,60 15
S5 | Mui- vi(*) - HDTN 04- 2019 | Khong c6 mui, vila | Khong ¢6 mui, vi la
6 | St mg/l Hach 8112 0,03 0,3
7 | Amoni mg/l Hach 8155 0 0,3
8 | Nitrat mg/l Hach 8039 0,65 2
9 | Nitrit mg/l | TCVN 6178:1996 0 0,05
10 | Mangan mg/l Hach 8034 0,003 0,1
11 | Chi mg/1 Noi bo 0 0,01
12 | Pong mg/] Hach 8506 KPH 1
13 | Kém mg/l Hach 8009 0 2
14 | Nhom mg/l Hach 8012 KPH 0.2
15 | Xyanua mg/1 No6i bo 0 0,05
16 | Asen mg/1 Noi bo 0 0,01
17 | D6 cing mg/l | TCVN 6224:1996 70 300
18 | Clorua (CI7) mg/l | TCVN 6194:1996 14.0 250 (hodc 300)
19 | Chi s6 pemanganat | mg/l | TCVN 6186:1996 0,45 2
20 | Sunfat mg/l Hach 8051 4,0 250
21 | Sunfua mg/l Noi bo 0 0,05




Ghicha: !
- Gidihantheo QCVN: 01-1:2018/BYT
- Kbt qué nay chi cd gid tri trén mau thiv
- KPH: Khong phdt hién (Nghia 16 diwdi nguwang phdt hi¢n cia phwong phdp)
- Khong duwpe trich sao mpt phén két qué nay néu khong duge sy dong § ciia Cong ty cb phin clp nirde Phit The
- Tén méu, tén khdch hang ghi theo yéu cau cria khdch hang
- Khong nhin khibu ngi trong truong hop khong cé miu heu hoge hét thoi han luu miu theo quy dinh
- Chi tidu ddnh diu * 1 chi tiéu da dwgc cong nhin phit hop véi ISO/IEC: 17025:2017

Viét Tri, ngay 21 thdng 11 nam 2022
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CONG TY CO PHAN CAP NUGC PHU THQ

PHONG QUAN LY CHAT LUQNG N ife]e
Dia chi: S6 8 — dudng Tran Phii — Tan Déan — Vigt Tri—

Phu Tho

Tel: 02103846531 - 02103848064

VILAS 1301

Sé: 362 JOLCL

Tén khach hang/ Customer name:

Dia chi/ Address:
Tén mav/ Sample name:

PHIEU KET QUA THU NGHIEM
TEST REPORT

Coéng ty ¢b phan cép nude Pha Tho.
Tén Dan, Viét Tri, Phu Tho.
Nwée may qua xir 1y xi nghiép cap nwée Trung Nghia
Tinh trang mavw/ Obvervation of sample: Pun g trong chai nhua, bdo quan nhiét do thudng

S6 lugng mau/ Quantity of sample: 01 M s6 I{lau! Code of sample: 04/14/11/22
Ngay gwm mau/ Send date of sample; 14/11/2022 Ngay kieém nghiém/ Check date: 14- 21/11/2022
Luu mav/ Save of sample: Theo QDb-01.
B Don , QCVN:

TT | Chi tiéu phan tich i Phwong phdp thir Ket qua i BRI

1 | B6 due(*) NTU | TCVN 6184: 2008 0,28 2

2 | pH(*) - TCVN 6492: 2011 7,45 Trong khoang 6,0- 8.5
3 | Clo du(*) mg/1 Hach 8021 0,56 Trong khoang 0,2- 1,0
4 | b6 mau(*) mg/l | TCVN 6185: 2015 4,15 15

5 | Mui- vi(*) - HDTN 04-2019 | Khong c6 mui, vila | Khéng c¢6 mui, vi la
6 | Sét mg/l Hach 8112 0,02 0,3

7 | Amoni mg/] Hach 8155 0 0,3

8 | Nitrat mg/l Hach 8039 0,75 2

9 | Nitrit mg/l | TCVN 6178:1996 0 0,05

10 | Mangan mg/l Hach 8034 0,002 0,1

11 | Chi mg/1 No6i bo 0 0,01

12 | DPong mg/1 Hach 8506 KPH 1

13 | Kém mg/l Hach 8009 0 2

14 | Nhom mg/] Hach 8012 KPH 0,2

15 | Xyanua mg/l Néi b 0 0,05

16 | Asen mg/l N&i bo 0 0,01

17 | D6 cling mg/l | TCVN 6224:1996 70 300

18 | Clorua (CI") mg/l | TCVN 6194:1996 14,0 250 (hodc 300)
19 | Chi s6 pemanganat | mg/l | TCVN 6186:1996 0,20 2

20 | Sunfat mg/l Hach 8051 4.0 250

|_2} Sunfua mg/l N6i1 bd 0 0,05




Ghi chu:
< Gidgi' han'theo QCVN: 01-1:2018/BYT
- Két qua nay chi cd gid tri trén méu thi
- KPH: Khong phdt hign (Nghia 1 dudi ngudng phdt hién ctia phuwong phdp)
- Khéng duge trich sao mgt phin két qua nay néu khiong dwpe sy dong § ciia Cong ty cé phin clp nuée Phit The |
- Tén mdu, tén khdch hang ghi theo yéu ciu cita khdch hing I
- Khong nhin khiéu ngi trong trudng hop khong c6 miu heu hode hét thoi han lwa mdu theo quy dinh
- Chi tidu ddnh déu * 1d chi tidu 4 dwge cong nhin phit hop voi ISO/IEC: 17025:2017

Viet Tri, ngay 21 thang 11 nam 2022
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Tel: 02103846531 - 02103848064

A P % = r - 5 \‘H\H:F/_.—/
CONG TY CO PHAN CAP NUOC PHU THOQ ﬂa
PHONG QUAN LY CHAT LUQNG NUGC =

Pia chi: S6 8 — dudng Tran Pht — Tan Déan — Viét Tri — Phi Tho '

ViLAS 1301

§6: 36) /OLCL

Tén khach hang/ Customer name:

Bia chi/ Address:
Tén maw/ Sample name.

PHIEU KET QUA THU NGHIEM
TEST REPORT

Céng ty ¢b phan cip nude Phi Tho.
Tan Dan, Viét Tri, Pht Tho.

Nuée may qua xir Iy xi nghiép cAp nwéc Thanh Ba
Tinh trang mau/ Obvervation of sample: Dyung trong chai nhira, bao quan nhigt do thudng

S6 lugng m?i;ux’ Quantity of sample: 01 Ma sb n,lzxiw’ Code of sample: 03/14/11/22
Ngay gui'ri mau/ Send date of sample: 14/11/2022 Ngay kiém nghiém/ Check date: 14- 21/11/2022
Luu mav/ Save of sample: Theo QB-01.
TT | Chi tiéu phén tich i Phwong phap thir Két qui QNI
vi 01-1:2018/BYT

1 | Do duce(*) NTU | TCVN 6184: 2008 0,25 2

2 | pH(®) - TCVN 6492: 2011 7,55 Trong khoang 6,0- 8,5
3 | Clo du(*) mg/l Hach 8021 0,62 Trong khoang 0,2- 1,0
4 | B mau(*) mg/l | TCVN 6185: 2015 4,00 15

5 | Mui- vi(¥) - HDTN 04- 2019 | Khéng c6 mui, vila | Khong cé mui, vi la
6 | Sat mg/l Hach 8112 0,02 0,3

7 | Amoni mg/l Hach 8155 0 0,3

8 | Nitrat mg/l Hach 8039 0,80 2

9 | Nitrit mg/l | TCVN 6178:1996 0 0,05

10 | Mangan mg/l Hach 8034 0,002 0,1

11 | Chi mg/l Noi bd 0 0,01

12 | Pong mg/l Hach 8506 KPH 1

13 | Kém mg/l Hach 8009 0 2

14 | Nhém mg/l Hach 8012 KPH 0,2

15 | Xyanua mg/l Noi bd 0 0,05

16 | Asen mg/l Nbi bo 0 0,01

17 | Bg cung mg/l | TCVN 6224:1996 100 300

18 | Clorua (CI") mg/l | TCVN 6194:1996 14,0 250 (hodc 300)
19 | Chi s6 pemanganat | mg/l | TCVN 6186:1996 0,10 2

20 | Sunfat mg/l Hach 8051 5,0 250

21 | Sunfua mg/l Nbi bo 0 0,05




Ghi cha:
|~ Gidi hanitheo QCVN: 01-1 :2018/BYT
- Ké1 qud nay chi c6 gid tri trén miu thiv
- KPH: Khong phdt hign (Nghia It dwéi ngwing phdt hign cia phirong phdp)
- Khong dwge trich sao mpt phin két qui niy néu khong dige si dong  cia Cong ty ¢é phitn cap nwdc Phi Tho

- Tén miiu, 1én khich hang ghi theo yéu cdu cia khdch hing
- Khong nhgn khibu ngi trong trieong hgp khong c6 miu lieu hogdc hét théi han heu miu theo quy djnh

- Chi tiéu ddnh déiu * I chi tiéu dii dicge céng nhan phit hop véi ISOAEC: 17025:2017
Viét Tri, ngay 21 thang 11 ndm 2022 /
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CONG TY CO PHAN CAP NUGC PHU THQ “m

PHONG QUAN LY CHAT LUQNG NUGC
Dia chi: $6 8 — duong Tran Phu — Tén Dén — Vigt Tri -

Phu Tho

Tel: 02103846531 - 02103848064
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VILAS 1301

S6: 360 /QLCL

Tén khach hang/ Customer name:

Dia chi/ Address:
Tén maw/ Sample name:

PHIEU KET QUA THU NGHIEM
TEST REPORT

Cong ty ¢b phan cap nuée Phi The.
Tan Dan, Viét Tri, Pht Tho.
Nwée méy qua xi Iy xi nghiép cap nwée Yén Lap

Tinh trang mau/ Obvervation of sample: Pung trong chai nhya, bao quan nhiét do thuong

S6 lugng m%uf Quantity of sample: 01 Ma s6 mau/ Code of sample: 02/14/11/22
Ngay ghl'ri mau/ Send date of sample: ~ 14/11/2022 Ngay kiém nghiém/ Check date: 14- 21/11/2022
Luu maw/ Save of sample: Theo QD-01.
TT | Chi ti¢u phén tich bon Phwong phap thir Két qua ke
vi 01-1:2018/BYT

1 | Bo duc(*) NTU | TCVN 6184: 2008 0,32 2

2 | pH(*) - TCVN 6492: 2011 7,20 Trong khoang 6,0- 8,5

3 | Clo du(*) mg/l Hach 8021 0,60 Trong khoang 0,2- 1,0
4 | Do mau(*) mg/l | TCVN 6185:2015 4,80 15

5 | Mui- vi(*) - HDTN 04- 2019 | Khong ¢6 mui, vi la ~ Khong ¢6 mui, vi la
6 | St mg/l Hach 8112 0,04 0,3

7 | Amoni mg/l Hach 8155 0 0,3

8 | Nitrat mg/1 Hach 8039 0,70 2

9 | Nitrit mg/l | TCVN 6178:1996 0 0,05

10 | Mangan mg/l Hach 8034 0,003 0,1

11 | Chi mg/l Noi bo 0 0,01

12 | Pong mg/l Hach 8506 KPH 1

13 | Kém mg/1 Hach 8009 0 2

14 | Nhom mg/l Hach 8012 KPH 0,2

15 | Xyanua mg/] Noi bo 0 0,05

16 | Asen mg/l Noi bd 0 0,01

17 | Do cung mg/l | TCVN 6224:1996 50 300

18 | Clorua (CI") mg/l | TCVN 6194:1996 14,0 250 (hoac 300)
19 | Chi s6 pemanganat | mg/l | TCVN 6186:1996 0,50 2

20 | Sunfat mg/] Hach 8051 4.0 250

21 | Sunfua mg/1 Noi bd 0 0,05




Ghi chi:
- Gidi hgn theo QCVN: 01-1:2018/BYT
- Kt qua nay chi cd gid trf trén mébu thir
- KPH: Khéng phdt hién (Nghia 1d dwdi nguwdng phdt hign ciia phwong phdp)
- Khong dwge trich sao mjt phan két qud niy néu khong duge sw dong § ciia Cong ty cé phin cdp nirée Phit Tho
- Tén mdu, tén khdch hang ghi theo yéu ciu ciia khdch hang
- Khong nhin khidu ngi trong trweong hgp khong c6 miu hieu hodc hét théi han liwn méu theo quy dinh
- Chi tiéu ddnh diu * la chi tiéu da dirpc cong nhin phit hop véi ISO/AEC: 17025:2017

Viét Tri, ngay 21 thang 11 ndm 2022 >
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CONG TY CO PHAN CAP NUGC PHU THO #H2

PHONG QUAN LY CHAT LUQNG NUGC
Dia chi: S6 8 - dudng Tran Phi — Tén Dan — Viét Tri — Pht Tho

Tel: 02103846531 - 02103848064 VILAS 1301
S6: 353 /QLCL PHIEU KET QUA THU NGHIEM
TEST REPORT
Tén khach hang/ Customer name: Cong ty c6 phan cap nudc Phii Tho.
Dia chi/ Address: Téan Dén, Viét Tri, Pha Tho.
Tén mau/ Sample name: Nuée mdy qua xir Iy xi nghiép cAp nwée Tan Son
Ti'nh trang I{lﬁu/ Obvervation of sample: Dung trong chai nhua, bijiO q}lén nhiét d¢ thuong
SO lugng maw/ Quantity of sample: 01 Ma s6 mau/ Code of sample;: 01/14/11/22
Ngay %ﬁi mau/ Send date of sample: 14/11/2022 Ngay kiém nghiém/ Check date14- 21/11/2022
Luu mavw/ Save of sample; Theo QD-01.
TT | Chi tiéu phan tich S Phuwong phap thir Két qua ik
vi 01-1:2018/BYT
1 | D6 duc(*) NTU | TCVN 6184: 2008 0,30 2
2 | pH(*) - TCVN 6492: 2011 7,50 Trong khoang 6,0- 8,5
3 | Clo du(*) mg/l Hach 8021 0,58 Trong khoéng 0,2- 1,0
4 | Do mau(*) mg/l | TCVN 6185: 2015 4,50 15
5 | Mui- vi(*) B HDTN 04- 2019 | Khong c6é mui, vi la | Khoéng ¢6 mui, vi la
6 | Sat mg/l Hach 8112 0,03 0,3
7 | Amoni mg/1 Hach 8155 0 0,3
8 | Nitrat mg/l Hach 8039 0,70 2
9 | Nitrit mg/l | TCVN 6178:1996 0 0,05
10 | Mangan mg/l Hach 8034 0,003 0,1
11 | Chi mg/l Noi bd 0 0,01
12 | Pong mg/l Hach 8506 KPH 1
13 | Kém mg/l Hach 8009 0 2
14 | Nhom mg/1 Hach 8012 KPH 0,2
15 | Xyanua mg/] Noi bd 0 0,05
16 | Asen mg/! Noi bd 0 0,01
17 | Do cting mg/l | TCVN 6224:1996 60 300
18 | Clorua (CI") mg/l | TCVN 6194:1996 14,0 250 (hoac 300)
19 | Chi s6 pemanganat | mg/l | TCVN 6186:1996 0,30 2
20 | Sunfat mg/l Hach 8051 4,0 250
21 | Sunfua mg/l N&i bd 0 0,05




\ Ghl chu
~ 2 Giti Han theo QCVN: 01-1:2018/BYT

- K&t qud nay chi cé gid tri trén méu thir
- KPH: Khong phdt hign (Nghia ld dwdi nguwong phdt hién ciia phiwong php)
- Klmng diege trich sao mpt phin két qua niy néu khong dwpe sw dong § ciia Céng ty cé phin céip nwde Phil The
- Tén miu, tén khdch hang ghi theo yéu cdu ciia khdch hang
- Khéong nhin khidu nai trong truong hop khdng ¢ mau luu hogc hét thoi han luu mébu theo quy dinh
- Chi tiéu ddnh diu * la chi tidu da dwoc cong nhin phit hop véi ISOAEC: 17025:2017

Viet Tri, ngay 21 thdng 11 nim 2022
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CONG TY CO PHAN CAP NUGC PHU THQ
PHONG QUAN LY CHAT LUQNG NUGC
Dia chi: 86 8 — dudng Tran Pht — Tan Déan — Viét Tri — Pht Tho
Tel: 02103846531 - 02103848064

VILAS 1301

56: 358/QLCL
TEST REPORT

Tén khach hang/ Customer name: Cong ty ¢b phin cap nue Phu Tho.
Dia chi/ Address: Tén Dén, Viét Tri, Phii Tho.
Tén maw/ Sample name: Nude mdy qua xi Iy xi nghiép nwée Phit Ninh

Tinh trang maw/ Obvervation of sample: Dyng trong chai nhya, bao quan nghiét d6 thuong

PHIEU KET QUA THU NGHIEM

S6 lugng maw/ Quantity of sample: 01 M s6 m3w/ Code of sample: 08/09/11/22
Ngay gti maw/ Send date of sample:  09/11/2022 Ngay kiém nghiém/ Check date: 09- 21/11/2022
Luu mav/ Save of sample: Theo QB-01.
' Gidi han theo
TT Chi ti€u phén tich Pon vi Phuong phap thir QCVN Két qua
01-1:2018/BYT
1 | D6 duc(¥) NTU TCVN 6184: 2008 2 0,25
2 | pH(®) - TCVN 6492: 2011 6,0- 8,5 7,50
3 | Clo du(*) mg/l Hach 8021 0,2-1,0 0,58
4 | Mau sdc(*) TCU TCVN 6185: 2015 15 3,80
5| Mui- vi(*) - HDTN 04- 2019 Khéng céd mui vi la | Khéng ¢6 mui vi la
6 | Clofroms(**) CFU/100ml TCVN 6187-1:2009 <3 KPH
7 | E.coli(**) CFU/100ml TCVN 6187-1:2009 <1 KPH
8 | Amoni(*¥) mg/l TOVYHLBD&VSMT 0,3 0,07 ‘
9 | Nitrat(**) mg/l TCVN 6180:1996 2 0,36
10 | Nitrit(**) mg/l TCVN 6178:1996 0,05 <0,01
11 | Clorua(**) mg/l TCVN 6194: 1996 250 9,56
12 | Sunphat(**) mg/l TCVN 6200: 1996 250 14,40 ]
13 | Sat(¥*) mg/l TCVN 6177: 1996 0,3 0,04
14 | Bg cling(**) mg/] TCVN 6224: 1996 300 50,00
15 | Chi sd pemanganat(**) mg/l TCVN 6186: 1996 2 0,55
16 | Mangan(**) mg/l TCVN 6002:1995 0,1 <0,1
17 | Asen(**) mg/l SMEWW 3113B 0,01 <0,01
18 | Tong chat réin hoa tan(**) mg/l TQVYHLD&VSMT 1000 70
19 | H/I Chi(*¥) mg/l SMEWW 3113B 0,01 KPH
20 | H/1 Thuy ngén(**) mg/l SMEWW 3113B 0,001 <0,001
21 | Florua(*) mg/l US EPA method 300.1 Ls 0.10
mod




Gidi han theo
TT Chi tiéu phan tich Pon vi Phwong phap thir QCVN Két qua
01-1:2018/BYT
mg/l SMEWW 3125B:2017;
22 | H/1 Nhém(**) 0,2 0,16
SMEWW 3030E:2017
mg/l KPH
23 | H/l Hydrosunfur(**) EPA 376.2 0,05 _
(LOD=0,015)
mg/l SMEWW 3125B:2017;
24 | H/I Natri(**) 200 2,40
SMEWW 3030E:2017
Phenol va dan xuit cla mg/l KPH
25 US EPA 528 mod 1
Phenol(*%*) (LOD=0,02)
26 | B (a) () / EPA 528 mod 0,7 : S
enzo(a)pyren mg mo [
b (LOD=0,2)
KPH
27 | Monoclorobenzen(**) mg/l US EPA 524.2 300
(LOD=100)
SMEWW 4500 C1 G: KPH
28 | Monocloramin(**) mg/l 3
2017 (LOD=2)

Ghi chii:
- Gidi han theo QCVN: 01-1:2018/BYT
- Két qua nay chi ¢d gid tri trén mdu thiv
- KPH: Khéng phdt hién (Nghia ld dwdi ngwong phat hign cita phecong phip)
- Khéng duge trich sao mjt phin két qua niy néu khéng dwge sw déng § ciia Cong ty ¢6 phin cép nwse Phii Thy
- Tén milu, tén khéch hang ghi theo yéu céu ciia khich hang
- Khong nhin khiéu ngi trong truong hop khéng c6 méu luw hogic hét thoi han lew miu theo quy dinh
- Chi tiéu ddnh din (%) la chi tiéu di dwoc céng nhin phit hop véi ISO/IEC: 17025:2017
- Chi tién ddnk diu (* %) It chi tiéu giri nha thin phi.

Viét Tri, ngay 21 thdng 11 néim 2022
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CONG TY CO PHAN CAP NUGC PHU THQ =

P;H(‘)NG QUAN LY CHAT LUQNG NUGC
Bia chi: S6 8 — dutng Trin Phti — Tan Dan — Viét Tri — Pha Tho

Tel: 02103846531 - 02103848064

W

-

o

VILAS 1301

S6: 2547QLCL

Tén khach hang/ Customer name:

Bia chi/ Address:
Tén maw/ Sample name:

PHIEU KET QUA THU NGHIEM

TEST REPORT

Tan Dan, Viét Tri, Pha Tho.
Nuwdc may qua xir Iy xi nghi§¢p nwée sach Vigt Tri

Céng ty ¢b phan cip nude Phi Tho.

Tinh trang maw/ Obvervation of sample: Pung trong chai nhya, bao quéan nghiét d thuong
S6 lugng maAw/ Quantity of sample: 01

Ma s6 mau/ Code of sample: 07/09/11/22

Ngay glri maw/ Send date of sample: ~ 09/11/2022 Ngay kiém nghiém/ Check date: 09- 21/11/2022
Luu mav/ Save of sample: Theo Qb-01. :
Gidi han theo
TT Chi tiéu phan tich Pon vi Phuong phap thu QCVN Két qua
01-1:2018/BYT
1| B duc(*) NTU TCVN 6184: 2008 2 0,22
2 | pH(®) - TCVN 6492: 2011 6,0- 8,5 7,50
3 | Clodu(®) mg/l Hach 8021 0,2- 1,0 0,56
4 | Mau sic(*) TCU TCVN 6185: 2015 15 3,50
5 | Mui- vi(*) - HDTN 04- 2019 Khéng ¢6 mui vila | Khong c6 mui vi la
6 | Clofroms(**) CFU/100ml TCVN 6187-1:2009 <3 KPH
7 | E.coli(**) CFU/100ml TCVN 6187-1:2009 <1 KPH
8 | Amoni(*¥*) mg/| TQVYHLD&VSMT 0,3 0,06,
9 | Nitrat(**) mg/l TCVN 6180:1996 2 0,36
10 | Nitrit(**) mg/l TCVN 6178:1996 0,05 <0,01
11 | Clorua(**) mg/l TCVN 6194: 1996 250 9,92
12 | Sunphat(**) mg/l TCVN 6200: 1996 250 14,60
13 | Sat(**) mg/| TCVN 6177: 1996 0,3 0,05
14 | Bo cing(**) mg/l TCVN 6224: 1996 300 51,00
15 | Chi sb pemanganat(**) mg/l TCVN 6186: 1996 2 0,79
16 | Mangan(**) mg/l TCVN 6002:1995 0,1 <0,1
17 | Asen(*¥) mg/l SMEWW 3113B 0,01 <0,01
18 | Téng chat rén hoa tan(**) mg/l TQVYHLD&VSMT 1000 80
19 | H/I Chi(**) mg/l SMEWW 3113B 0,01 KPH
20 | H/l Thuy ngén(**) mg/l SMEWW 3113B 0,001 <0,001
21 | Florua(**) mg/l US EPA method 300.1 Ls 0.10
mod




__ Gi6i han theo
TT Chi tiéu phéan tich Don vi Phwong phap thir QCVN Két qua
01-1:2018/BYT

mg/l SMEWW 3125B:2017;

22 | H/1 Nhom(**) _ 0,2 0,16
SMEWW 3030E:2017
mg/l KPH
23 | H/l Hydrosunfur(**) EPA 376.2 0,05
(LOD=10,015)
mg/l SMEWW 3125B:2017;
24 | H/1 Natri(**) _ 200 2,50
SMEWW 3030E:2017
Phenol va dan xudt cla mg/l _ KPH R
25 US EPA 528 mod 1
Phenol(**) (LOD=0,02)
26 | Benzo(a) (%) g/l EPA 528 mod 0,7 e
enzo(a)pyren m mo J
w ' (LOD=0,2)
KPH
27 | Monoclorobenzen(**) mg/l US EPA 524.2 300
(LOD= 100)
_ SMEWW 4500 CI G: KPH
28 | Monocloramin(**) mg/l 3 _
2017 (LOD=2)

Ghi chi:
- Gidi han theo QCVN: 01-1:2018/BYT
- Két qua nay chi cé gid tri trén mau thiv
- KPH: Khong phit hién (Nghia la dwdi nguwdng phdt hign ciia phiong phdp)
- Khbng dige trich sao mpt phin két qua niy néu khong dwge sie dong y cia Cong ty ¢é phitn cdp nwée Phii Tho
- Tén min, tén khich hang ghi theo yéu edu ciia khdch hrang
- Khing nhin khiéu nai trong trirong hop khéng co mdu lau hode hét thoi han len miu theo quy dinh
- Chi tibu diénh déu (%) la chi fiéu 4@ dwpe cong nhin phix hop voi ISOAEC: 17025:2017 )
- Chi tiéu ddnh diu (**) l chi tiéu givi nha thiu phy. i
Vigt Tri, ngay-21-thang 11 nam 2 022
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PHONG QUAN LY CHAT LUQNG NUGC
Dia chi: S6 8 — dudmg Trin Phi — Tan Dén — Viét Tri — Phu Tho

Tel: 02103846531 - 02103848064

VILAS 1301

So: 350/QLCL

Tén khéch hang/ Customer name:

Dia chi/ Address:
Tén mau/ Sample name:

PHIEU KET QUA THU NGHIEM

TEST REPORT

Tén Dan, Viét Tri, Pht Tho.
Nuée may qua xir Iy xi nghiép cip nwée Thanh Thuy
Tinh trang mau/ Obvervation of sample: Pyng trong chai nhya, bdo quan nghiét d§ thudng

Coéng ty cb phan cép nudc Phi Tho.

S6 lwong mau/ Quantity of sample: 01 M sé maw/ Code of sample: 06/09/11/22
Ngay giri mau/ Send date of sample:  09/11/2022 Ngay kiém nghiém/ Check date: 09- 21/11/2022
Liru maw/ Save of sample: Theo QB-01.
Gidi han theo
TT Chi tiéu phén tich Don vi Phuong phdp thir QCVN Két qua
01-1:2018/BYT
1 | Do duc(*) NTU TCVN 6184: 2008 2 0,26
2 | pH(®) - TCVN 6492: 2011 6,0- 8,5 7,50
3 | Clo du(*) mg/l Hach 8021 0,2- 1,0 0,64
4 | Mau sic(*) TCU TCVN 6185: 2015 15 4,00
5| Mui- vi(*) = HDTN 04- 2019 Khoéng ¢6 mui vi la | Khong ¢6 mui vi la
6 | Clofroms(**) CFU/100ml TCVN 6187-1:2009 <3 KPH
7 | E.coli(**) CFU/100ml TCVN 6187-1:2009 <1 KPH
8 | Amoni(*¥) mg/l TQVYHLD&VSMT 0,3 0,0:F
9 | Nitrat(**) mg/l TCVN 6180:1996 2 0,34
10 | Nitrit(**) mg/l TCVN 6178:1996 0,05 <0,01
11 | Clorua(**) mg/l TCVN 6194: 1996 250 9,92
12 | Sunphat(*#) mg/l TCVN 6200: 1996 250 14,50
13 | Sét(*) mg/| TCVN 6177: 1996 0,3 0,05
14 | DB§ cing(*¥) mg/l TCVN 6224: 1996 300 51,00
15 | Chi sé pemanganat(**) mg/l TCVN 6186: 1996 2 0,64
16 | Mangan(**) mg/l TCVN 6002:1995 0,1 <0,1
17 | Asen(**) mg/l SMEWW 3113B 0,01 <0,01
18 | Tong chét ran hoa tan(*¥) mg/I TQVYHLD&VSMT 1000 75
19 | H/l Chi(**) mg/l SMEWW 3113B 0,01 KPH
20 | H/l Thuy ngan(**) mg/l SMEWW 3113B 0,001 <0,001
21 | Floruag*) mg/l US EPA method 300.1 Ls Phat hién vét
mod (<0,1)




A= by Gid6i han theo
TT Chi tiéu phén tich Pon vi Phuong phép thi QCVN Két qua
' 01-1:2018/BYT
mg/l SMEWW 3125B:2017;
22 | H/I Nhém(**) 0,2 0,17
SMEWW 3030E:2017
mg/l KPH
23 | H/l Hydrosunfur(**) EPA 376.2 0,05
(LOD=10.,015)
mg/l SMEWW 3125B:2017;
24 | H/l Natri(**) 200 2,60
SMEWW 3030E:2017
Phenol va dan xuit cua mg/1 KPH
25 US EPA 528 mod 1
Phenol(**) (LOD=0,02)
26 | Benzo(a)pyren(**) il EPA 528 mod 0,7 g
enzo(a)pyrent mg mo s
(LOD=10,2)
KPH
27 | Monoclorobenzen(**) mg/l US EPA 524.2 300
(LOD=100)
. SMEWW 4500 Cl G: KPH
28 | Monocloramin(**) mg/l 3
2017 (LOD=2)

Ghi chi:
- Gidi han theo QCVN: 01-1:2018/BYT
- Két qué nay chi cé gid tri trén miu thi
- KPH: Khéng phat hién (Ngkfa la diedi ngwﬁ'ng Phit hign cia phiong phdp)
- Khong diege trich sao mot phin két qui mgy néu khong dwge sy ding y ciia Céng ty cd phin cip nwede Phi T ho
- Tén méu, tén khdich hing ghi theo yéu cdu ciia khdch hang
- Khong nhin khiéu noi trong trirong hop khong cé miu lien hodc hét thoi han luw miu theo quy dinh
- Chi tiéu dinh diu (*) la chi tiéu di du o cong nhin phi hop véi ISOJAEC: 17025:2017
- Chi tidu ddnh diu (**) la chi tiéu giei nha thiu phy,

Viet Tri, ng&y 21 thiing 11 nam 2022
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PHONG QUAN LY CHAT LUQNG NUGC s
Dia chi: $6 8 — dudng Trén Phii — Tan Dan — Viét Tri — Pha Tho
Tel: 02103846531 - 02103848064

T
\l,fm”:f

CONG TY CO PHAN CAP NUGC PHU THQ -ﬂm@f

VILAS 1301

Sé: 353 70LCL
TEST REPORT

Céng ty ¢b phan cép nude Pha Tho.
Tén Dén, Viét Tri, Phi Tho.

Tén khach hang/ Customer name:
Pia chi/ Address:

Tén mavu/ Sample name.

Tinh trang mau/ Obvervation of sample: Pung trong chai nhua, bdo quan nghiét d6 thudng
S6 lwong maw/ Quantity of sample: 01

PHIEU KET QUA THU NGHIEM

Nuwée may qua xit 1§ xi nghiép cip nuée Thi xa Pha The

Mai 56 mau/ Code of sample: 05/09/11/22

Ngay giri mdw/ Send date of sample: ~ 09/11/2022 Ngay kiém nghiém/ Check date: 09-21/11/2022
Luu mav/ Save of sample: Theo QB-01.
Gidi han theo
TT Chi tiéu phén tich Don vi Phwong phap thix QCVN Két qua
01-1:2018/BYT

1 | Bo duc(*) NTU TCVN 6184: 2008 2 0,30

2 | pH(™) - TCVN 6492: 2011 6,0- 8,5 .55

3 | Clo du(*) mg/l Hach 8021 0,2-1,0 0,62

4 | Mau séc(*) TCU TCVN 6185: 2015 15 4,50

5| Mui- vi(*) - HDTN 04- 2019 Khéng cé mui vi la | Khong ¢ mui vi la
6 | Clofroms(**) CFU/100ml TCVN 6187-1:2009 <3 KPH
7' | Ecolit*%) CFU/100ml TCVN 6187-1:2009 <1 KPH
8 | Amoni(**) mg/l TQVYHLD&VSMT 0.3 0,07
9 | Nitrat(**) mg/l TCVN 6180:1996 2 0,36
10 | Nitrit(**) mg/l TCVN 6178:1996 0,05 <0,01
11 | Clorua(**) mg/l TCVN 6194: 1996 250 9,56
12 | Sunphat(**) mg/l TCVN 6200: 1996 250 14,40
13 | Sat(**) mg/l TCVN 6177: 1996 0,3 0,04
14 | D& clng(**) mg/l TCVN 6224: 1996 300 52,00
15 | Chi sd pemanganat(**) mg/l TCVN 6186: 1996 2 0,55
16 | Mangan(**) mg/l TCVN 6002:1995 0,1 <0,1
17 | Asen(**) mg/l SMEWW 3113B 0,01 <0,01
18 | Tdng chat ran hoa tan(**) meg/l TQVYHLD&VSMT 1000 80
19 | H/1 Chi(**) mg/l SMEWW 3113B 0,01 KPH
20 | H/I Thuy ngan(**) mg/l SMEWW 3113B 0,001 <0,001
21 | Floruag*) mg/l US EPA method 300.1 s 0,10

mod




i Gié6i han theo
TT Chi tiéu phén tich Pon vi Phwong phép thir QCVN Két qua
01-1:2018/BYT

mg/l SMEWW 3125B:2017;

22 | H/l Nhom(**) 0,2 0,17
SMEWW 3030E:2017
_ mg/l KPH
23 | H/l Hydrosunfur(**) EPA 376.2 0,05
(LOD=0,015)
mg/l SMEWW 3125B:2017;
24 | H/I Natri(**) 200 2,40
SMEWW 3030E:2017
Phenol va dan xuit cua mg/l KPH
25 US EPA 528 mod 1
Phenol(**) . (LOD=0.,02)
26 | Benzo(a)pyren(**) / EPA 528 mod 0,7 g =
enzo(a)pyren mg mo : ;
(LOD=10,2)
KPH
27 | Monoclorobenzen(**) mg/] US EPA 524.2 300
(LOD=100)
y SMEWW 4500 Cl G: KPH
28 | Monocloramin(**) mg/l 3
2017 (LOD=2)
Ghi eh:

~ Gidi han theo QCVN: 01-1:2018/BYT
- Két qua nay chi cé gid tri trén méu thiz
- KPH: Khong phdt hign (Nghia 10 dwedi ngwdng phit hign ciia phirong phip)
- Khéng dwge trich sao mjt phin két qui nay néu khéng dege sw dong y ciia Céng ty ¢ phin cip nwée Phit The
- Tén méun, tén khich hang ghi theo yéu ciu ciia khdch !mng
- Khong nhin khiéu ngi trong trwimg hop khdng cé miu lwu hodc hét thei han lew min theo quy dink
- Chi tiéu ddnh dau (%) la chi tiéu di dwgc cong nhin phit hop voi ISO/IEC: 17025:2017
- Chi tiéu dénh ddu (**) la chi tiéu giti nha thiu phu.
Viét Tri, ngay 21 thang 11 nam 2022
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CONG TY CO PHAN CAP NUGC PHU THQ =, ,,;::\\

PHONG QUAN LY CHAT LUQNG NUOC
Bia chi: Sé 8 — dudng Tran Phi — Tan Dan — Viét Tri —
Tel: 02103846531 - 02103848064
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Pha Tho
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VILAS 1301

S6: 35/OLCL

Tén khach hang/ Customer name:

Dia chi/ Address:
Tén maw/ Sample name:

PHIEU KET QUA THU NGHIEM
TEST REPORT

Céng ty c¢b phan cdp nude Phi The.

Tén Dan, Viét Tri, Phi Tho.

Nuwée may qua xi I xi nghiép cdp nwée Thanh Son

Tinh trang mau/ Obvervation of sample: Pyung trong chai nhua, bao quan nghiét d¢ thuong

Sb luong maw Quantity of sample: 01 Ma s6 mau/ Code of sample: 04/09/11/22
Ngay giri mav/ Send date of sample: ~ 09/11/2022 Ngay kiém nghiém/ Check date: 09- 21/11/2022
Luu mau/ Save of sample: Theo QB-01.
Gi6i han theo
TT Chi tiéu phan tich Pon vi Phuong phép thir QCVN Két qua
01-1:2018/BYT
1 | B3 duc(*) NTU TCVN 6184: 2008 2 0,30
2 | pH(®) - TCVN 6492: 2011 6,0- 8,5 7,40
3 | Clo du(¥) mg/! Hach 8021 0,2-1,0 0,55
4 | Mau sdc(*) TCU TCVN 6185: 2015 15 4,60
5 | Mui- vi(*) - HDTN 04- 2019 Khéng co mui vi la | Khéng ¢6 mui vi la
6 | Clofroms(**) CFU/100ml TCVN 6187-1:2009 <3 KPH
7 | E.coli(**) CFU/100ml TCVN 6187-1:2009 <1 KPH
8 | Amoni(*¥) mg/l TQVYHLD&VSMT 0,3 0,0!3
9 | Nitrat(**) mg/l TCVN 6180:1996 2 0,35
10 | Nitrit(**) mg/l TCVN 6178:1996 0,05 <0,01
11 | Clorua(*¥*) mg/l TCVN 6194: 1996 250 9,92
12 | Sunphat(**) mg/l TCVN 6200: 1996 250 14,40
13 | Sat(**) mg/l TCVN 6177: 1996 0,3 0,05
14 | Do cung(**) mg/l TCVN 6224: 1996 300 52,00
15 | Chi s6 pemanganat(**) mg/l TCVN 6186: 1996 2 0,64
16 | Mangan(**) mg/l TCVN 6002:1995 0,1 <0,1
17 | Asen(¥*) mg/l SMEWW 3113B 0,01 <(,01
18 | Tong chét rin hoa tan(**) mg/l TQVYHLP&VSMT 1000 75
19 | H/I Chi(**) mg/I SMEWW 3113B 0,01 KPH
20 | H/I Thuy ngan(**) mg/l SMEWW 3113B 0,001 <0,001
i | B meg/l US EPA method 300.] LS Phat hién vét
mod (<0,10)




W= GiGi han theo
TT Chi tiéu phan tich Pon vi Phuong phap thir QCVN Két qui
01-1:2018/BYT
mg/l SMEWW 3125B:2017,
22 | H/l Nhém(**) 0,2 0,17
SMEWW 3030E:2017
me/l KPH
23 | H/l Hydrosunfur(**) EPA 376.2 0,05
(LOD=0,015)
mg/l SMEWW 3125B:2017;
24 | H/I Natri(**) _ 200 2,40
SMEWW 3030E:2017
Phenol va din xudt clia mg/l KPH
25 US EPA 528 mod 1
Phenol(**) (LOD=0,02)
26 | Benzo(a) (%) /1 EPA 528 mod 0,7 \ e
enzo(a)pyren mg mo s
(LOD=0,2)
KPH
27 | Monoclorobenzen(**) mg/l US EPA 524.2 300
(LOD=100)
SMEWW 4500 CI G: KPH
28 | Monocloramin{*%*) mg/l 3
2017 (LOD=2)
Ghi chii:

- Gidi han theo QCVN: 61-1:2018/BYT

- Két qua nay chi cé gid tri trén méu thiv

~ KPH: Khéng phdt kién (Nghia ld dwoi ngwing phdt hign ciia phicong phdp)

- Khdng dwge trich sao mpt phin két qua nay néu khong dwge si dong § ciia Cong ty cé phin cdp nwée Phis The
- Tén méu, tén khdch hang ghi theo yéu ciu ciia khdch hing

- Khéng nhin khiéu ngi trong truong hop khong cé mau luu hogc hét thoi han lew méu theo quy dinh

- Chi tiéu ddinh diu () la chi tiéu da dwge céng nhin phis hop voi ISO/TEC: 17025:2017

- Chi tiéu didnh din (%%} la chi tiéu givi nha thiu phu, :
Viét Tri, ngay 21 thdang 11 nam 2022
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CONG TY CO PHAN CAP NUGC PHU THQ 12
PHONG QUAN LY CHAT LUQNG NUGC %
Dia chi: Sé 8 — dudmg Tran Phti — Tan Dan — Viét Tri — Phi Tho

Tel; 02103846531 - 02103848064 VILAS 1301
S6: 353/QLCL PHIEU KET QUA THU NGHIEM
TEST REPORT
Tén khéch hang/ Customer name: Cong ty ¢d phan cdp nude Phi Tho.
Dia chi/ Address: Tén Dan, Viét Tri, Phi Tho.
Tén mav/ Sample name: Nuéce mdy qua xiv 1y xi nghiép cap nuwée Ha Hoa
Tinh trang mau/ Obvervation of sample: Pung trong chai nhya, bdo quan nghiét d6 thudong
86 lugng mau/ Quantity of sample: 01 M s6 maAu/ Code of sample: 03/09/11/22
Ngay gti maw/ Send date of sample:  09/11/2022 Ngay kiém nghiém/ Check date: 09- 21/11/2022
Luu maw/ Save of sample: Theo QB-01.
Gidi han theo
i ) Chi tiéu phan tich Pon vi Phuong phdp thir QCVN Két qua
01-1:2018/BYT
1 | B§ duc(*) NTU TCVN 6184: 2008 2 0,25
2 | pH™) - TCVN 6492: 2011 6,0- 8,5 7,60
3 | Clo du(®) mg/l Hach 8021 0,2-1,0 0,58
4 | Mau séc(*) TCU TCVN 6185: 2015 15 4,50
5| Mui- vi(*) 4 HDTN 04-2019 Khoéng ¢6 mui vi la | Khéng ¢6 mui vi la
6 | Clofroms(**) CFU/100ml TCVN 6187-1:2009 <3 KPH
7 | E.coli(**) CFU/100ml TCVN 6187-1:2009 <1 KPH .
8 | Amoni(**) mg/l TQVYHLD&VSMT 0,3 0,0é
9 | Nitrat(**) mg/l TCVN 6180:1996 2 0,34
10 | Nitrit(**) mg/I TCVN 6178:1996 0,05 <0,01
11 | Clorua(**) mg/l TCVN 6194: 1996 250 9,56
12 | Sunphat(**) mg/l TCVN 6200: 1996 250 14,50
13 | Sat(**) mg/l TCVN 6177: 1996 0,3 0,03
14 | D6 cimg(**) mg/l TCVN 6224: 1996 300 50,00
15 | Chi sb pemanganat(**) mg/| TCVN 6186: 1996 2 0,79
16 | Mangan(**) mg/l TCVN 6002:1995 0,1 <0,1
17 | Asen(**) mg/l SMEWW 3113B 0,01 <0,01
18 | Téng chit ran hoa tan(**) mg/l TQVYHLD&VSMT 1000 70
19 | H/l Chi(**) mg/l SMEWW 3113B 0,01 KPH
20 | H/I Thuy ngan(**) mg/l SMEWW 3113B 0,001 <0,001
21| Floruag™) mg/l US EPA metclimd 300.1 L5 0.10
mo




_ Gioi han theo
TT Chi tién phén tich Don vi Phwrong phap thir QCVN Két qua
01-1:2018/BYT
mg/l SMEWW 3125B:2017;
22 | H/1 Nhoém(**) 0,2 0,16
SMEWW 3030E:2017
mg/l KPH
23 | H/I Hydrosunfur(**) EPA 376.2 0,05
(LOD=10,015)
mg/l SMEWW 3125B:2017;
24 | H/I Natri(**) 200 2,50
SMEWW 3030E:2017
Phenol va dan xuit cua mg/l KPH
25 US EPA 528 mod 1
Phenol(**) (LOD=0,02)
A
. KPH
26 | Benzo(a)pyren(**) mg/l EPA 528 mod 0,7
(LOD=0,2)
KPH
27 | Monoclorobenzen(**) mg/l US EPA 524.2 300
(LOD= 100)
_ SMEWW 4500 C1 G: KPH
28 | Monocloramin(**) mg/l 3
2017 (LOD=2)

Ghi chi:

- Gidi han theo QCVN: 01-1:2018/B¥YT

- Két qua ndy chi ¢6 gid tri trén méu thir

- KPH: Khong phdt hign (Nghia ld dwdi ngwdng phdt hién cia phwong phdp)

- Khéng dugc trich sao mdt phin két qué nay néu khéng dwge sw dong j ciia Cong ty cé phin cip niwde Phit The

- Tén miiu, tén khdch hing ghi theo yéu céu cia khdch hang

- Khéng nhin khidu ngi trong triwong hop khdng cé méiu lun hodic hét thei han lww méu theo quy dinh

- Chi tiéu ddnh ddu (%) I chi tiéu dd dwge cong nhin phit hop véi ISOMEC: 17025:2017 .

- Chi tiéu ddnh déu (%) I chi fién givi nha thiu phu. ¥
Viét Tri, ngay 21 z‘hang 11 nam 2022
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CONG TY CO PHAN CAP NUGC PHU THQ
PHONG QUAN LY CHAT LUQNG NUOC
Dia chi: S6 8 — duong Tran Pha - Tan Dan — Viét Tri — Phi Tho
Tel: 02103846531 - 02103848064

VILAS 1301

PHIEU KET QUA THU NGHIEM
TEST REPORT

S6: 352/QLCL

Tén khach hang/ Customer name: Caéng ty ¢b phan cép nuée Pha Tho.

Dia chi/ Address: Tén Dén, Viét Tri, Pha Tho.

Tén maw/ Sample name: Nuwée may qua xir Iy xi nghiép cip nwée Poan Hiing

Tinh trang mau/ Obvervation of sample: Pung trong chai nhya, bdo quan nghiét d6 thuong

S6 luong maw Quantity of sample: 01 M3 sb mau/ Code of sample: 02/09/13/22

Ngay gtri maw/ Send date of sample:  09/11/2022 Ngay kiém nghiém/ Check date: 09- 21/11/2022
Luu maw/ Save of sample: Theo QB-01.
Gidi han theo
TT Chi tiéu phén tich Pon vi Phwong phap thir QCVN Két qua
01-1:2018/BYT
I | D6 duc(®) NTU TCVN 6184: 2008 2 0,26
2 | pH(*) - TCVN 6492: 2011 6,0- 8,5 7,50
3 | Clo du(*) mg/l Hach 8021 0,2- 1,0 0,65
4 | Mau séc(*) TCU TCVN 6185: 2015 15 4,00
5 | Mui- vi(*) - HDTN 04- 2019 Khéng ¢6 mui vi la | Khéng ¢6 mui vi la
6 | Clofroms(**) CFU/100ml TCVN 6187-1:2009 <3 KPH
7 | E.coli(**) CFU/100ml TCVN 6187-1:2009 <1 KPH
8 | Amoni(**) mg/l TQVYHLD&VSMT 0,3 0,07
9 | Nitrat(**) mg/l TCVN 6180:1996 2 0,37
10 | Nitrit(**) mg/l TCVN 6178:1996 0,05 <0,01
11 | Clorua(**) mg/l TCVN 6194: 1996 250 9.21
12 | Sunphat(**) mg/l TCVN 6200: 1996 250 14,70
13 | Sat(**) mg/l TCVN 6177: 1996 0,3 0,04
14 | D6 cung(**) mg/l TCVN 6224: 1996 300 51,00
15 | Chi s6 pemanganat(**) mg/l TCVN 6186: 1996 2 0,04
16 | Mangan(**) mg/l TCVN 6002:1995 0,1 <0,1
17 | Asen(**) mg/l SMEWW 3113B 0,01 <0,01
18 | Téng chat ran hoa tan(**) mg/l TQVYHLD&VSMT 1000 80
19 | H/I Chi(**) mg/l SMEWW 3113B 0,01 KPH
20 | H/1 Thuy ngan(**) mg/l SMEWW 3113B 0,001 <0,001
1 | Sl mg/l US EPA method 300.1 2 Phat hién vét
mod (<0,1)




_ Gidi han theo
TT Chi tiéu phén tich Don vi Phuong phap thir QCVN Két qua
01-1:2018/BYT
mg/l SMEWW 3125B:2017;
22 | H/l Nhém(**) 0,2 0,16
SMEWW 3030E:2017
mg/l KPH
23 | H/l Hydrosunfur(**) EPA 376.2 0,05
(LOD=0,015)
mg/l SMEWW 3125B:2017;
24 | H/l Natri(**) 200 2,50
SMEWW 3030E:2017
Phenol va din xudt cta mg/| KPH
25 US EPA 528 mod 1
Phenol(**) . (LOD=0,02)
26 | B (a) g g/l EPA 528 mod 0,7 s
enzo(a)pyren m mo : ;
B - (LOD=0,2)
KPH
27 | Monoclorobenzen(**) mg/l US EPA 524.2 300
(LOD=100)
. SMEWW 4500 Cl1 G: KPH
28 | Monocloramin(**) mg/l 3
2017 (LOD=2)

Ghi chi:
- Gioi han theo QCVN: 01-1:2018/BYT
- Két qui nay chi c6 gid tri trén miu thir
- KPH: Khdng phdt hign (Nghia ld dwdi ngwdng phdt hién ciia phwong phdp)
- Khéng dwgc trich sao mgt phin két qua nay néu khong dwge su dong y ciia Cong ty cé phin cdp nwée Phii The
- Tén miu, tén khdch hiang ghi theo yéu ciu cia khdch hing
- Khéng nhin khiéu ngi trong trwomg hop khong ¢6 miu lwu hodc hét théi han leu méu theo quy dinh
- Chi tiéu ddnh diu (*) la chi tiéu 4 dwpc cong nhin phir hop véi ISO/IEC: 17025:2017
- Chi tiéu ddnh dén (**) li chi tiéu givi nha thiu phu.
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