CONG TY CO PHAN CAP NUGC PHU THO =

PHONG QUAN LY CHAT LUQNG NUGC
Dja chi: S 8 — duong Tran Phii — Tan Dan — Viét Tri — Phu Tho VILAS 1301
Tel: 02103846531 - 02103848064

S6:55-45 /QLCL PHIEU KET QUA THU NGHIEM
TEST REPORT
Tén khach hang/ Customer name: Cong ty ¢b phén cép nude Phu Tho.
Dia chi/ Address: Tén Dan, Viét Tri, Pht Tho.
Tén miw/ Sample name: Nuée mdy qua xir Iy xi nghiép nwée sach Viét Tri
Tinh trang mav/ Obvervation of sample: Pung trong chai nhya, bao quan nhiét d6 thuong 4
86 lugng mau/ Quantity of sample: 01 Mz sé mau/ Code of sample: 01/15/05/23
Ngay gii mav/ Send date of sample: 15/05/2023 Ngay kiém nghiém/ Check date: 15- 31/05/2023
Luu miv/ Save of sample: Theo QP-01.
Gidi han theo
TT Chi tiéu phén tich Pon vi Phuwong phip thi QCVN Két qua
01-1:2018/BYT
1| D§ duc(¥) NTU TCVN 12402-1:2020 2 0,25
2 | pH(*) - TCVN 6492: 2011 6,0- 8,5 7,50
3 | Clodu(*) mg/1 Hach 8021 0,2- 1,0 0,62
4 | Mau sfic(*) TCU TCVN 6185: 2015 15 4,00
Khéng c¢6 mui .
5| Mui- vi(¥*) - HDTN 04- 2019 5 Khéng ¢6 mui vi la
vila o
6 | Sat(**) mg/] TCVN 6177:1996 0,3 0,05
_ KPH
7| Amoni(*¥) (tinh theo N) mg/] TCVN 5988:1995 0,3
(LOQ=0,2)
_ SMEWW 4500 (NO; )
8 | Nitrat(**) (tinh theo N) mg/l 2 0,62
E:2017
TCVN 6178:1996 KPH
9 | Nitrit(**) (tinh theo N) mg/1 0,05
(ISO 6777:1984) (LOQ=0,015)
TS-KT-QP-03:2019
KPH
10 | Mangan(**) mg/1 (Ref. TCVN: 6665:2011 0,1
(LOQ=0,007)
SMEWW 3120:2017)
11 | Chi mg/] Néi bd 0,01 0,00
12 | Bong mg/l Hach 8506 1 0,00
13 | Kém mg/l Hach 8009 2 0,00
14 | Nhém mg/l Hach 8012 0,2 KPH
L




: Gi6i han theo
TT Chi tiéu phan tich DPon vi Phuong phép thir QCVN Két qua
01-1:2018/BYT
15 | Xyanua mg/l N6i bo 0,05 0,00
KPH
16 | Cadmi(**) mg/l TS-KT-QP-28:2021 0,003
(LOQ=0,0003)
17 | D6 cimg(**) mg/1 TCVN 6224:1996 300 56,00
18 | Clorua (**) mg/l TCVN 6194:1996 250 9,93
19 | Chi sd pemanganat(**) mg/l TCVN 6186:1996 2 0,48
SMEWW 4500 (SO, )
20 | Sunfat(**) mg/l 250 9,20
E:2017
21 | Sunfua mg/l Noi bo 0,05 0,00
KPH
22 | Clofroms(**) CFU/100ml | TCVN 6187-1:2009 <3
(CFU/100ml)
KPH
23 | E.coli(**) CFU/100ml | TCVN 6187-1:2009 <1
(CFU/100ml)
Ghi chu:

- Gidi han theo QCVN: 01-1:2018/BYT

- K&t qud nay chi cé gid tri trén miu thiv

- KPH: Khéng phdt hign (Nghta li duwdi nguwong phdt hién ciia phirong phip)
- Khéng dwgc trich sao mgt phin két qua nay néu khéng dwge sw dong ¥ ciia Cong ty ¢ phin citp nwwde Phii Tho
- Tén mdu, tén khdich hing ghi theo yéu ciu ciia khdch hang

- Khing nhin khiéu ngi trong trwomg hop khing cé miu vy hoiic hét thoi hon lew méw theo quy dinh

- Chi tiéu dénh diu (%) 1i chi tiéu dé dwoe cong nhin phiz hop véi ISO/IEC: 17025:2017
- Chi tidu danh diu (**) [d chi tidu givi nha thiu phy.

DAI DIEN
THU NGHIEM VIEN

QUAN LY CHAT LUQNG NU’G

Poan Thiy Linh

PHO PHONG

Viét Tri, ngay 31 thang 05 nam 2023

HO TONG GIAM DOC
J@i{r{%ﬂ’i}’ﬂ S i




L
S,

N

CONG TY CO PHAN CAP NUGC PHU THQZ 7\,

PHONG QUAN LY CHAT LUQNG NUGC TR

Dia chi: S8 8 — dudng Tran Phi — Tan Dan — Viét Tri — Phi Tho VILAS 1301
Tel: 02103846531 - 02103848064

S6:56-2% /QLCL PHIEU KET QUA THU NGHIEM
TEST REPORT
Tén khach hang/ Customer name: Cong ty ¢b phan cép nudce Pha Tho.
Pia chi/ Address: Téan Déan, Viét Tri, Phu Tho.
Tén mau/ Sample name: Nuée miy qua xir Iy xi nghiép cip nwéc Phi Ninh
Tinh trang maw/ Obvervation of sample: Pung trong chai nhya, bao quan nhiét do thudng
S6 lugng mau/ Quantity of sample: 01 Ma s6 maw/ Code of sample: 02/15/05/23
Ngay gt maw/ Send date of sample: 15/05/2023 Ngay kiém nghiém/ Check date: 15- 31/05/2023
Luu maw/ Save of sample: Theo QD-01.
Gid6i han theo
TT Chi tidu phén tich Pon vi Phuong phap thir QCVN Két qua
01-1:2018/BYT
1| B duc(*) NTU TCVN 12402-1:2020 2 0,28
2 | pH(™) - TCVN 6492: 2011 6,0- 8,5 7,52
3 | Clodu(¥) mg/1 Hach 8021 0,2-1,0 0,65
4 | Mau sic(*) ey TCVN 6185: 2015 15 4,20
Khéng cé mui
5 | Mui- vi(*) - HDTN 04- 2019 ot Khéng cé mui vi la
vi la ,
6 | Sat(*¥) mg/1 TCVN 6177:1996 0,3 0,05
KPH
7 | Amoni(*¥) (tinh theo N) mg/] TCVN 5988:1995 0,3
(LOQ=0,2)
5 SMEWW 4500 (NO; )
8 | Nitrat(**) (tinh theo N) mg/1 2 0,70
E:2017
TCVN 6178:1996 KPH
9 | Nitrit(**) (tinh theo N) mg/1 0,05
(ISO 6777:1984) (LOQ=0,015)
TS-KT-QP-03:2019
KPH
10 | Mangan(**) mg/1 (Ref. TCVN: 6665:2011 0,1
(LOQ=0,007)
SMEWW 3120:2017)
11 | Chi mg/l Noi bo 0,01 0,00
12 | Pdng mg/l Hach 8506 1 0,00
13 | Kém mg/1 Hach 8009 2 0,00

14 | Nhom mg/] Hach 8012 0,2 KPH




_ Gi6i han theo
TT Chi tiéu phén tich Don vi Phwong phap thir QCVN Két qua
01-1:2018/BYT
15 | Xyanua mg/] Noi bd 0,05 0,00
KPH
16 | Cadmi(**) mg/l TS-KT-QP-28:2021 0,003
(LOQ=0,0003)
17 | B cimg(**) mg/l TCVN 6224:1996 300 48,00
18 | Clorua (**) mg/l TCVN 6194:1996 250 9,22
19 | Chi s6 pemanganat(**) mg/1 TCVN 6186:1996 2 0,64
SMEWW 4500 (SO, ) X
20 | Sunfat(**) mg/1 250 7,50
E:2017
21 | Sunfua mg/l Noi bd 0,05 0,00
KPH
22 | Clofroms(**) CFU/100ml TCVN 6187-1:2009 <3
(CFU/100ml)
KPH
23 | E.coli(**) CFU/100ml TCVN 6187-1:2009 <1
(CFU/100ml)
Ghi ch:

- Gidi han theo QCVN: 01-1:2018/BYT

- Két qud nay chi cé gid tef trén méu thiv

- KPH: Khéng phat hign (Nghia la dwdi ngudng phdt hign ciia phwong phip)
- Khang diepe trich sao mt phin két qui niy nbu khéng dwge s déng y ciia Cong ty ¢é phin cip niede Phii Tho
- Tén miu, tén khdch hing ghi theo yéu ciu ciia khéch hang
- Khong nhin khiéu ngi trong trweong hop khong cé mén luu hojic hét théi han livw méu theo quy dinh
- Chi tiéu ddnh ddu (%) la chi tiéu di dwge cong nhin phit hop véi ISO/IEC: 17025:2017
- Chi tiéu ddnh diu (**) la chi tiéu givi nha thiu phy.
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PHONG QUAN LY CHAT LUQNG NUGC AN
Dia chi: S6 8 — dudng Trin Phit — Tan Dan — Viét Tri — Pht Tho VAT
Tel: 02103846531 - 02103848064 VILAS 1301
S6: 5F45/OLCL PHIEU KET QUA THU NGHIEM
TEST REPORT
Tén khéach hang/ Customer name: Céng ty ¢6 phéan cap nude Phu Tho.
Dia chi/ Address: Tén Déan, Viét Tri, Phu Tho.
Tén mau/ Sample name: Nude may qua xit I xi nghiép cAp nwée Thanh Thiy
Tinh trang maw/ Obvervation of sample: Pung trong chai nhua, bdo quan nhiét do thuong %
S6 lugng maw/ Quantity of sample: 01 Ma s6 mau/ Code of sample: 03/15/05/23
Ngay gl maw/ Send date of sample: 15/05/2023 Ngay kiém nghiény Check date: 15- 31/05/2023
Luu maw/ Save of sample: Theo QB-01.
Gidi han theo
TT Chi tiéu phéan tich Pon vi Phwong phap thir QCVN Két qua
01-1:2018/BYT
1 | D§ duc(*) NTU TCVN 12402-1:2020 2 0,30
2 | pH(*) - TCVN 6492: 2011 6,0- 8,5 7,40
3 | Clo du(*) mg/] Hach 8021 0,2-1,0 ' 0,68
4 | Mau sic(*) TCH TCVN 6185: 2015 15 3,80
Khéng ¢6 mui )
5 | Mui- vi(¥) - HDTN 04- 2019 - Khéng ¢6 mui vi la
vila
6 | Sat(**) mg/] TCVN 6177:1996 0,3 0,04
KPH
7 | Amoni(*¥*) (tinh theo N) mg/] TCVN 5988:1995 0,3
(LOQ=0,2)
SMEWW 4500 (NO; )
8 | Nitrat(**) (tinh theo N) mg/1 2 0,71
E:2017
TCVN 6178:1996 KPH
9 | Nitrit(**) (tinh theo N) mg/] 0,05
(ISO 6777:1984) (LOQ=0,015)
TS-KT-QP-03:2019
KPH
10 | Mangan(**) mg/l (Ref. TCVN: 6665:2011 0,1
(LOQ=0,007)
SMEWW 3120:2017)
11 | Chi mg/l N6i bo 0,01 0,00
12 | Déng mg/l Hach 8506 1 0,00
13 | Kém mg/l Hach 8009 2 0,00
14 | Nhém mg/l Hach 8012 0.2 KPH




Tk £41 Gid¢i han theo
TT Chi tiéu phéan tich Pon vi Phurong phép thir QCVN Két qua
he 01-1:2018/BYT
15 | Xyanua mg/l Noi bd 0,05 0,00
KPH
16 | Cadmi(**) mg/l TS-KT-QP-28:2021 0,003
(LOQ=0,0003)
17 | Do clng(**) mg/l TCVN 6224:1996 300 52,00
18 | Clorua (**) mg/l TCVN 6194:1996 250 8,51
19 | Chi s6 pemanganat(**) mg/l TCVN 6186:1996 2] 0,48
SMEWW 4500 (SO )
20 | Sunfat(**) mg/l 250 8,45
E:2017 A
21 | Sunfua mg/1 Noi bd 0,05 0,00
KPH
22 | Clofroms(**) CFU/100ml | TCVN 6187-1:2009 <3
(CFU/100ml)
KPH
23 | B.coli(**) CFU/100ml | TCVN 6187-1:2009 <1
(CFU/100ml)
Ghi chni:

- Gidi han thee QCVN: 01-1:2018/BY¥YT

- Két qué nay chi ¢é gid 1rf trén mdu thiv

- KPH: Khéng phdt hi¢n (Nghia ld diwdi ngwang phat hidn cita phirong phdp)
- Khong dwge trich sao m@t phin két qud nay néun khiong dwge sw dong j ciia Cong ty ¢6 phin cdp nwée Phii Tho
- Tén méu, tén khdch hang ghi theo yéu céu cila khdich hing

- Khing nhin khiu nai trong trwdng hop khong c6 méu lirn hodc hét thoi han liru miu theo quy dinh

- Chi tiéu ddnh diu (%) i chi tiéu da dwge céng nhin phit hop voi ISOAEC: 17025:2017
- Chi tiéu ddnh ddu (**) i chi tiéu givi nha thiu phy.
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CONG TY CO PHAN CAP NUGC PHU THQ

PHONG QUAN LY CHAT LUQONG NUGC
Dia chi: S6 8 — dudng Tran Pha — Tan Déan — Viét Tri — Pha The

Tel: 02103846531 - 02103848064 HAASIS 0
S6:58-25/0LCL PHIEU KET QUA THU NGHIEM
TEST REPORT
Tén khéach hang/ Customer name: Cong ty co phan cép nuée Pha Tho.
Dia chi/ Address: Tan Dan, Viét Tri, Phia Tho.
Tén mau/ Sample name: Nuwde may qua xir Iy xi nghiép cip nuwée Tx. Phi The
Tinh trang maw/ Obvervation of sample: Pung trong chai nhua, bao quin nhiét d6 thuong
S6 luong mau/ Quantity of sample: 01 Ma s6 maw/ Code of sample: 04/1 5;’05;’23
Ngay gli mau/ Send date of sample: 15/05/2023 Ngay kiém nghién/ Check date: 15- 31/05/2023
Luu miw/ Save of sample: Theo QDB-01.
Gi6i han theo
TT Chi tiéu phén tich Pon vi Phwong phéap thir QCVN Két qua
01-1:2018/BYT
1 | b6 duc(¥) NTU TCVN 12402-1:2020 2 0,30
2 | pH(®) - TCVN 6492: 2011 6,0- 8,5 7,65
3 | Clo du(*) mg/l Hach 8021 0,2- 1,0 ' 0,68
4 | Mau sic(*) TCU TCVN 6185: 2015 15 5,20
. Khong cé mui )
5 | Mui- vi(*) - HDTN 04- 2019 1 Khéng ¢6 mui vi la
vila
6 | SR mg/l TCVN 6177:1996 | 0,3 0,05
KPH
7 | Amoni(*¥*) (tinh theo N) mg/] TCVN 5988:1995 0,3
(LOQ=0,2)
SMEWW 4500 (NO; ) ,
8 | Nitrat(**) (tinh theo N) mg/l 2 0,71
E:2017
TCVN 6178:1996 KPH
9 | Nitrit(**) (tinh theo N) mg/l 0,05
(ISO 6777:1984) (LOQ=0,015)
TS-KT-QP-03:2019
KPH
10 | Mangan(**) mg/1 (Ref. TCVN: 6665:2011 0,1
(LOQ=0,007)
SMEWW 3120:2017)
11 | Chi mg/1 Noi b 0,01 0,00
12 | Déng mg/1 Hach 8506 1 0,00
13 | Kém mg/1 Hach 8009 2 0,00
14 | Nhom mg/l Hach 8012 0,2 KPH




Gi6i han theo
4 g b Chi tiéu phan tich Pon vi Phwong phap thir QCVN Két qua
01-1:2018/BYT
15 | Xyanua mg/1 Nb&i b 0,05 0,00
KPH
16 | Cadmi(**) mg/l TS-KT-QP-28:2021 0,003
(LOQ=0,0003)
17 | Bd cung(**) mg/l TCVN 6224:1996 300 54,00
18 | Clorua (*¥) mg/l TCVN 6194:1996 250 9,93
19 | Chi sO0 pemanganat(**) mg/1 TCVN 6186:1996 2 0,64
SMEWW 4500 (SO4% )
20 | Sunfat(**) mg/1 250 o2
E:2017
21 | Sunfua mg/l N6i bo 0,05 0,00
KPH
22 | Clofroms(**) CFU/100ml TCVN 6187-1:2009 <3
(CFU/100ml)
KPH
23 | E.coli(**) CFU/100ml TCVN 6187-1:2009 <1
(CFU/100ml)
Ghi ch:

- Gidi han theo QCVN: 01-1:2018/BYT

- Két qua nay chi cé gid tri trén méu thiv

- KPH: Khéng phat hign (Nghia la dwdi nguwdng phdt hién ciia phivong phdp)
- Khong diwwge trich sao mpt phan két qua nay néu khéng duwge sy dong y ciia Cong ty ¢é phin cdp niwée Phii The
- Tén mdu, tén khich hing ghi theo yéu céu ciia khdch hang
- Khéng nhin khiéu nai trong trieong hop khong ¢é miu livw hogic hét thei han hew méu theo quy dinh
- Chi tiéu dianh diu (*) la chi tidu 4@ duge cong nhin phit hop véi ISO/IEC: 17025:2017
- Chi tiéu ddnh diu (**) la chi tiéu givi nha thiu phu.
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CONG TY CO PHAN CAP NUGC PHU THQ
PHONG QUAN LY CHAT LUQNG NUGC
Bia chi: 80 8 — dudng Tran Phti — T4n Dén — Viét Tri — Phu Tho VILAS 1301
Tel: 02103846531 - 02103848064

S6: 55-93/QLCL PHIEU KET QUA THU NGHIEM
TEST REPORT
Tén khéch hang/ Customer name: Céng ty cb phan cip nude Phi Tho.
Dia chi/ Address: Tan Dén, Viét Tri, Pht Tho.
Tén mau/ Sample name: Nuée may qua xir Ij xi nghiép cAp nwée Cim Khé
Tinh trang mau/ Obvervation of sample: Pung trong chai nhua, bio quan nhiét d6 thudng
S6 luong maw/ Quantity of sample: 01 Ma sb mav/ Code of sample: 05/15/05/23
Ngay gii maw/ Send date of sample:  15/05/2023 Ngay kiém nghiém/ Check date: 15- 31/05/2023
Luu mau/ Save of sample: Theo QD-01.
Gidéi han theo
TT Chi tiéu phan tich Pon vi Phwong phap thir QCVN Két qua
01-1:2018/BYT
1 | Do duc(*) NTU TCVN 12402-1:2020 2 0,28
2 | pH(®) - TCVN 6492: 2011 6,0; 8,5 7,60
3 | Clo du(*) mg/l Hach 8021 0,2- 1,0 0,68
4 | Mau séc(*) TCU TCVN 6185: 2015 15 5,00
Khéng cé mui :
5 | Mui- vi(¥) - HDTN 04- 2019 - Khong c¢6 mui vi la
vila g
6 | Sat(**) mg/1 TCVN 6177:1996 0,3 0,04
KPH
7 | Amoni(**) (tinh theo N) mg/1 TCVN 5988:1995 0,3
(LOQ=0,2)
SMEWW 4500 (NO; )
8 | Nitrat(**) (tinh theo N) mg/1 2 0,64
E:2017
TCVN 6178:1996 KPH
9 | Nitrit(**) (tinh theo N) mg/l 0,05
(ISO 6777:1984) (LOQ=0,015)
TS-KT-QP-03:2019
KPH
10 | Mangan(**) mg/l (Ref. TCVN: 6665:2011 0,1
(LOQ=0,007)
SMEWW 3120:2017)
11 | Chi mg/l Noi bd 0,01 0,00
12 | Dong mg/l Hach 8506 1 0,00
13 | Kém mg/l Hach 8009 2 0,00
14 | Nhom mg/l Hach 8012 0,2 KPH




e I

Gi6i han theo
TT Chi tiéu phén tich Pon vi Phuwong phap thir QCVN Két qua
01-1:2018/BYT
15 | Xyanua mg/l No6i bo 0,05 0,00
KPH
16 | Cadmi(*¥) mg/1 TS-KT-QP-28:2021 0,003
(LOQ=0,0003)
17 | Do clmg(*¥) mg/l TCVN 6224:1996 300 50,00
18 | Clorua (**) mg/1 TCVN 6194:1996 250 8,51
19 | Chi sé pemanganat(*¥) mg/1 TCVN 6186:1996 2 0,80
SMEWW 4500 (SO, ) A
20 | Sunfat(**) mg/1 250 21,3
E:2017
21 | Sunfua mg/1 Ngi bo 0,05 0,00
KPH
22 | Clofroms(**) CFU/100ml TCVN 6187-1:2009 <3
(CFU/100ml)
KPH
23 | E.coli(**) CFU/100ml TCVN 6187-1:2009 Al _
(CFU/100ml)

Ghi chu:

- Gidi han theo QCVN: 01-1:2018/BYT

- Két qua niy chi c6 gid tri trén méu thie

- KPH: Khong phat hién (Nghia la diedi ngwéng phdt hign ciia phiong phdp)
- Khong dwpe trich sao mot phin két qui nay néu khéng diwge sw dbng ¥ cita Cong ty ¢6 phin cip nwdc Phi Tho
- Tén mbu, tén khdch hing ghi theo yéu céu cita khdch hing
- Khong nhin khiéu ngi trong tricdng hgp khong 6 mau Iwa hojc hét thoi han lwew méu theo quy dinh
- Chi tiéu ddnh ddu (*) Ia chi tidu dd dwge cong nhiin phit hep véi ISO/IEC: 17025:2017
- Chi tigu ddnh ddu (**) 1a chi tiéu givi nhé thiu phu.
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CONG TY CO PHAN CAP NUOC PHU THQ
PHONG QUAN LY CHAT LUQNG NUGC
Dia chi: S6 8 — dudng Tran Phii — T4n Dan — Viét Tri — Pht Tho VILAS 1301
Tel: 02103846531 - 02103848064

S6:60-2% /QLCL PHIEU KET QUA THU NGHIEM
TEST REPORT
Tén khach hang/ Customer name: Cong ty cb ph?in cép nude Pha The,
Dia chi/ Address: Tan Dan, Viét Tri, Pha Tho.
Tén maw/ Sample name: Nudc miy qua xit Iy xi nghiép cip nwée Thanh Son
Tinh trang maw Obvervation of sample: Pung trong chai nhira, bao quan nhiét d6 thuong E
S6 luong maw/ Quantity of sample: 01 Ma sb mgqf Code of sample: 06/15/05/23
Ngay glii mau/ Send date of sample: 15/05/2023 Ngay kiém nghiém/ Check date: 15- 23/05/2023
Luu mau/ Save of sample: Theo QD-01.
Giéi han theo
TT Chi tiéu phan tich Don vi Phwong phap thir QCVN Két qua
01-1:2018/BYT
1 | Bé duc(¥) NTU TCVN 12402-1:2020 2 0,30
2 | pH(®) - TCVN 6492: 2011 6,0- 8,5 7,68
3 | Clodu(*) mg/l Hach 8021 0,2- 1,0 0,58
4 | Mau sic(*) TCU TCVN 6185: 2015 15 5,26
Khéng ¢6 mui
5| Mui- vi(¥*) - HDTN 04- 2019 4 Khéng cé mui vi la
vi la .
6 | Sat(**) mg/l TCVN 6177:1996 0,3 0,05
_ KPH
7 | Amoni(**) (tinh theo N) mg/l TCVN 5988:1995 0,3
| (LOQ=0,2)
_ SMEWW 4500 (NOs )
8 | Nitrat(**) (tinh theo N) mg/] _ 2 0,66
E:2017
TCVN 6178:1996 KPH
9 | Nitrit(**) (tinh theo N) mg/l 0,05
(ISO 6777:1984) (LOQ=0,015)
TS-KT-QP-03:2019
KPH
10 | Mangan(**) mg/l (Ref. TCVN: 6665:2011 0,1
(LOQ=0,007)
SMEWW 3120:2017)
11 | Chi mg/1 Noi b 0,01 0,00
12 | Pong mg/1 Hach 8506 1 0,00
13 | Kém mg/1 Hach 8009 2 0,00

14 | Nhoém mg/1 Hach 8012 0,2 KPH




Gidi han theo
T Chi tiéu phan tich Pon vi Phuong phap thir QCVN Két qua
01-1:2018/BYT
15 | Xyanua mg/] NGi bd 0,05 0,00
KPH
16 | Cadmi(**) mg/l TS-KT-QP-28:2021 0,003
(LOQ=0,0003)
17 | B¢ cimg(**) mg/1 TCVN 6224:1996 300 52,00
18 | Clorua (*¥*) mg/1 TCVN 6194:1996 250 8,51
19 | Chi sb pemanganat(**) mg/l TCVN 6186:1996 2 0,64
SMEWW 4500 (SO4” ) ’
20 | Sunfat(**) mg/l 250 9,22
E:2017 -
21 | Sunfua mg/l Noi bd 0,05 0,00
KPH
22 | Clofroms(**) CFU/100ml TCVN 6187-1:2009 <3
(CFU/100ml)
KPH
23 | E.coli(**) CFU/100ml TCVN 6187-1:2009 <]
(CFU/100ml)
Ghi chu:

- Gidi han theo QCVN: 01-1:2018/B¥T
- Két qud nay chi cé gid tri trén miu thie
- KPH: Khong phdt hién (Nghia la dudi ngudng phat hién ciia phirong phdp)
- Khéng dwge trich sao mgt phin két qua nay néu khéng dwoe sie déng y ciia Cong ty ¢é phin cdp nuwée Phit Tho
- Tén miu, tén khdch hang ghi theo yéu cu cha khich hang
- Khong nhin khiéu nai trong trwong hop khéng cé méu liew hodic hét thoi han lwa mau theo quy dinh
- Chi tiéu ddnh didu (%) 1 chi tiéu dd dwege cong nhin phit hop véi ISO/TEC: 17025:2017
- Chi tiéu ddnh diu (**) la chi tiéu givi nha thiu phu.
Viet Tri, ngay 31 thang 05 nam 2023
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CONG TY CO PHAN CAP NUGC PHU THQ “;/"-“*\
PHONG QUAN LY CHAT LUQNG NUGC
Pia chi: 86 8 — dudng Trén Phi — Tan Dan — Viét Tri — Pha Tho
Tel: 02103846531 - 02103848064

£y
r’:'r‘-".' Iu"t'.\\

VILAS 1301

PHIEU KET QUA THU NGHIEM
TEST REPORT

S6:(4-9% /QLCL

Tén khach hang/ Customer name: Cbng ty ¢d phan cip nudc Pha Tho.

Dia chi/ Address: Téan Dan, Viét Tri, Pha Tho.

Tén mau/ Sample name: Nude may qua xit 1y xi nghiép cép nwée Ha Hoa
Tinh trang mavw/ Obvervation of sample: Pung trong chai nhua, bio quan nhiét do thuong

Sé luong maw/ Quantity of sample: 01 Ma s6 maw Code of sample: 07;’15;’05;‘23

Ngay gl maw/ Send date of sample: 15/05/2023 Ngay kiém nghiém/ Check date: 15- 31/05/2023
Luu miw/ Save of sample: Theo Qb-01.
Gid6i han theo
TT Chi tiéu phan tich Pon vi Phuong phap thir QCVN Két qua
01-1:2018/BYT
1 | Bo duc(*) NTU TCVN 12402-1:2020 2 0,30
2 | pH(™) - TCVN 6492: 2011 6,0- 8,5 7.55
3 | Clodu(*) mg/l Hach 8021 0,2-1,0 0,62
4 | Mau sic(*) TCU TCVN 6185: 2015 15 4,50
Khéng c6 mui _
5 | Mui- vi(*) - HDTN 04- 2019 5 Khéng ¢6 mui vi la
vi la
6 | Sat(**) mg/1 TCVN 6177:1996 0,3 0,04
KPH
7 | Amoni(**) (tinh theo N) mg/l TCVN 5988:1995 0,3
(LOQ=0,2)
SMEWW 4500 (NO; )
8 | Nitrat(**) (tinh theo N) mg/1 2 0,65
E:2017
TCVN 6178:1996 KPH
9 | Nitrit(**) (tinh theo N) mg/l 0,05
(ISO 6777:1984) (LOQ=0,015)
TS-KT-QP-03:2019
KPH
10 | Mangan(**) mg/1 (Ref. TCVN: 6665:2011 0,1
(LOQ=0,007)
SMEWW 3120:2017)
11 | Chi mg/1 Noi b 0,01 0,00
12 | Dong mg/ Hach 8506 1 0,00
13 | Kém mg/1 Hach 8009 2 0,00
14 | Nhém mg/1 Hach 8012 0,2 KPH




Giéi han theo
SLTT Chi tiéu phin tich DPon vi Phwrong phap thir QCVN Két qua
01-1:2018/BYT
15 | Xyanua mg/1 Noi bd 0,05 0,00
KPH
16 | Cadmi(**) mg/l TS-KT-QP-28:2021 0,003
(LOQ=0,0003)
17 | Do clmg(**) mg/l TCVN 6224:1996 300 52,00
18 | Clorua (**) mg/l TCVN 6194:1996 250 8,51
19 | Chi sé pemanganat(**) mg/l TCVN 6186:1996 2 0,80
SMEWW 4500 (SO4* )
20 | Sunfat(**) mg/1 250 o994
E:2017
21 | Sunfua mg/l Nbi bd 0,05 0,00
KPH
22 | Clofroms(**) CFU/100ml | TCVN 6187-1:2009 <3
(CFU/100ml)
KPH
23 | E.coli(*¥) CFU/100ml | TCVN 6187-1:2009 <1
(CFU/100ml)
Ghi chi:
- Gigi han theo QCVN: 01-1:2018/B¥YT

- K6t qua nay chi cé gid tri trén mdu thir
- KPH: Khong phdt hién (Nghia (& diedi ngiedng phdt hién ciia phieong phdp)
- Khong dwee trich sao mpt phin két qud nay nbu khéng dwoc sw dong j ciia Cong ty ¢ phitn cip niwée Phii Tho
- Tén méu, tén khich hang ghi theo yéu ciu ciia khdch hang
- Khong nhiin khiéu nai trong trwéong hop khdng cé méu leu hodic két thoi han v miu theo quy dinh
- Chi tiéu danh ditu (%) la chi tidu da dwge céng nhin phit hop véi ISO/AEC: 17025:2017
- Chi tigu dinh diu (**) L& chi tiéu givi nha thiu phu.
Viét Tri, ngay 31 thang 05 nam 2023
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CONG TY CO PHAN CAP NUGC PHU THOQ

PHONG QUAN LY CHAT LUQNG NUGC
Dia chi: S6 8 — dudng Tran Phii — Tan Déan — Viét Tri — Pht Tho

Tel: 02103846531 - 02103848064 ViLAS 4301
S6:64-4% /QLCL PHIEU KET QUA THU NGHIEM
TEST REPORT
Tén khéach hang/ Customer name: Cbng ty ¢b phin cép nude Phu Tho.
Dia chi/ Address: Tén Dan, Viét Tri, Phi Tho.
Tén mav/ Sample name: Nué6e may qua xir Iy xi nghiép cip nuwéc Doan Hing
Tinh trang mavw/ Obvervation of sample: Pung trong chai nhua, bao quan nhiét d§ thuong
S6 luong maw/ Quantity of sample: 01 M s6 maw/ Code of sample: 08/15/05/23
Ngay gli miu/ Send date of sample:  15/05/2023 Ngay kiém nghiém/ Check date: 15- 31/05/2023
Luu mau/ Save of sample: Theo QD-01.
Gidi han theo
TT Chi tiéu phén tich Pon vi Phwong phap thir QCVN Két qua
01-1:2018/BYT
1 | Do duc(¥) NTU TCVN 12402-1:2020 2 0,26
2 | pH(® - TCVN 6492: 2011 6,0- 8,5 7,45
3 | Clo du(*) mg/l Hach 8021 0,2-1,0 0,72
4 | Mau sic(*) TCU TCVN 6185: 2015 15 3,80
Khoéng c6 mui )
5 | Mui- vi(*) £ HDTN 04- 2019 1 Khéng ¢é mui vi la
vila
6 | Sat(*¥) mg/l TCVN 6177:1996 0,3 0,04
KPH
7 | Amoni(**) (tinh theo N) mg/] TCVN 5988:1995 0,3
(LOQ=0,2)
SMEWW 4500 (NO; )
8 | Nitrat(**) (tinh theo N) mg/l 2 0,69
E:2017
TCVN 6178:1996 KPH
9 | Nitrit(**) (tinh theo N) mg/] 0,05
(ISO 6777:1984) (LOQ=0,015)
TS-KT-QP-03:2019
KPH
10 | Mangan(**) mg/1 (Ref. TCVN: 6665:2011 0,1
(LOQ=0,007)
SMEWW 3120:2017)
11 | Chi mg/1 Noéi bo 0,01 0,00
12 | Pong mg/l Hach 8506 1 0,00
13 | Kém mg/] Hach 8009 2 0,00
14 | Nhom mg/1 Hach 8012 0,2 KPH




- Gidi hgn theo QCVN: 01-1:2018/B¥T

- Két qua nay chi c gi tri trén mdiu thiv

Gidi han theo
| TT Chi tiéu phéan tich Pon vi Phwong phap thw QCVN Két qua
01-1:2018/BYT
15 | Xyanua mg/l Noi bd 0,05 0,00
KPH
16 | Cadmi(**) mg/1 TS-KT-QP-28:2021 0,003
(LOQ=0,0003)
17 | Do ctmg(**) mg/] TCVN 6224:1996 300 50,00
18 | Clorua (**) mg/] TCVN 6194:1996 250 9,22
19 | Chi s6 pemanganat(**) mg/] TCVN 6186:1996 2 0,96
SMEWW 4500 (SO4” ) .
20 | Sunfat(**) mg/l 250 7,06
E:2017
21 | Sunfua mg/1 Noi b 0,05 0,00
KPH
22 | Clofroms(*¥*) CFU/100ml TCVN 6187-1:2009 <3
(CFU/100ml)
KPH
23 | E.coli(**) CFU/100ml TCVN 6187-1:2009 <l
(CFU/100ml)
Ghi chu:

- KPH: Khing phdt hién (Nghia li dwdi nguwing phdt hién ciia phiwong phap)
- Khéng dwgc trich sao mét phiin két qud nay néu khéng dirge sw dong § cita Cong ty ¢é phin cdp niwée Phi The
- Tén miu, tén khdch hing ghi theo yéu ciu ciia khdch hang
- Khong nhin khidu nai trong trieong hop khéng ¢6 mau leu hodic hét thei han lnv méu theo quy dinh
- Chi tiéu danh ddu (%) 1i chi tiéu dd dwge cong nhiin phiv hop véi ISO/IEC: 17025:2017
- Chi tiéu dénh ddu (**) 1a chi tiéu givi nhé thiu phu.
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CONG TY CO PHAN CAP NUGC PHU THOQ

PHONG QUAN LY CHAT LUQNG NUGC
bia chi: S6 8 — dudng Tran Pht — Tan Dan — Viét Tri — Pha Tho

Tel: 02103846531 - 02103848064

VILAS 1301

6. 6343 /QLCL

Tén khach hang/ Customer name:

Dia chi/ Address:
Tén mau/ Sample name:

PHIEU KET QUA THU NGHIEM
TEST REPORT

Téan Dén, Viét Tri, Phi Tho.

Nudc mdy qua xir Iy xi nghi¢p cip nwée Thanh Ba

Cong ty ¢b phin cAp nude Pht Tho.

Tinh trang maw/ Obvervation of sample: Pung trong chai nhua, bao quan nhiét d thudng

'\

S6 luong maw/ Quantity of sample: 01 Ma sb mau/ Code of sample: 09/15/05/23
Ngay gl maw/ Send date of sample: 15/05/2023 Ngay kiém nghién/ Check date: 15- 31/05/2023
Luu mav/ Save of sample: Theo QB-01.
Gidi han theo
TT Chi tiéu phan tich Don vi Phwong phap thir QCVN Két qua
01-1:2018/BYT
1 [ D6 duc(*) NTU TCVN 12402-1:2020 2 0,28
2 | pH(®) - TCVN 6492: 2011 6,0- 8,5 7,60
3 | Clodu(¥) mg/l Hach 8021 0,2- 1,0 0,68
4 | Mau sdc(*) TCU TCVN 6185: 2015 15 5,20
Khéng c¢6 mui )
5 | Mui- vi(*) - HDTN 04- 2019 i Khéng c¢6 mui vi la
vila b
6 | SE(*) mg/l TCVN 6177:1996 0,3 0,04
_ KPH
7 | Amoni(*¥*) (tinh theo N) mg/l TCVN 5988:1995 0,3
(LOQ=0,2)
_ SMEWW 4500 (NO; )
8 | Nitrat(**) (tinh theo N) mg/1 2 0,63
E:2017
TCVN 6178:1996 KPH
9 | Nitrit(**) (tinh theo N) mg/l _ 0,05
(ISO 6777:1984) (LOQ=0,015)
TS-KT-QP-03:2019
KPH
10 | Mangan(**) mg/l (Ref. TCVN: 6665:2011 0,1
(LOQ=0,007)
SMEWW 3120:2017)
11 | €l mg/l Noi b 0,01 0,00
12 | Dong mg/l Hach 8506 1 0,00
13 | Kém mg/l Hach 8009 2 0,00
14 | Nhém mg/1 Hach 8012 0,2 KPH




; Gidi han theo
TT Chi tiéu phAn tich Pon vi Phwong phap thir QCVN Két qua
01-1:2018/BYT
15 | Xyanua mg/l Noi bd 0,05 0,00
\ KPH
16 | Cadmi(**) mg/l TS-KT-QP-28:2021 0,003
(LOQ=0,0003)
17 | D6 ctmg(**) mg/1 TCVN 6224:1996 300 50,00
18 | Clorua (**) mg/1 TCVN 6194:1996 250 8,51
19 | Chi sé pemanganat(**) mg/1 TCVN 6186:1996 2 0,80
SMEWW 4500 (SO4” )
20 | Sunfat(**) mg/1 250 269
E:2017
21 | Sunfua mgl | Noi bd | 0,05 0,00
KPH
22 | Clofroms(**) CFU/100ml | TCVN 6187-1:2009 <3
(CFU/100ml)
_ KPH
23 | B.coli(**) CFU/100ml | TCVN 6187-1:2009 <1
(CFU/100ml)
Ghi chu:

- Gidi han theo QCVN: 01-1:2018/B¥T
- Két qud nay chi cé gid tri trén miu thiv
- KPH: Khéng phat hi¢n (Nghia Id dwdi ngwang phdt hign cia phwong phdp)
- Khong dwpe trich sao mpt phin két qua niy néu khéng dwoc sie dong y ciia Cong ty ¢ phiin cip niée Phii Tho
- Tén miu, tén khich hing ghi theo yéu cin ciia khich hang
- Khong nhin khiéu nai trong trwong hop khéng c6 mau lien hodc hét thei han lew méu theo quy dinh
- Chi tiéu ddnh diu (*) la chi tiéu da dugc cong nhin phit hop véi ISO/IEC: 17025:2017
- Chi tiéu ddnh diu (**) la chi tiéu givi nha thiu phy.
Viét Tri, ngay 31 thang 05 nam 2023
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CONG TY CO PHAN CAP NUOC PHU THQ

PHONG QUAN LY CHAT LUQNG NUGC
Bia chi: S6 8 — dudng Tran Phi — Tén Din — Viét Tri — Phi Tho

Tel: 02103846531 - 02103848064 - VILAS 1301
S6: 433 /OLCL PHIEU KET QUA THU NGHIEM
TEST REPORT
Tén khach hang/ Customer name. Céng ty cd phin cap nude Phi Tho.
Pia chi/ Address: Téan Dan, Viét Tri, Pht Tho.
Tén maw/ Sample name: Nudc may qua xir Iy xi nghiép cAp nwéc Tan Son
Tinh trang mauw/ Obvervation of sample: Pung trong chai nhura, bio quan nhiét d6 thudng A
S6 lwong maw/ Quantity of sample: 01 Ma s6 maw/ Code of sample: 10/15/05/23
Ngay glri mau/ Send date of sample: 15/05/2023 Ngay kiém nghiém/ Check date: 15- 31/05/2023
Liru maw/ Save of sample: Theo QD-01,
Gioi han theo
TT Chi tiéu phan tich Pon vi Phwong phap thir QCVN Két qua
01-1:2018/BYT
1 | Do duc(*) NTU TCVN 12402-1:2020 2 0,30
2 | pH(*) - TCVN 6492: 2011 6,0- 8,5 7,40
3 | Clo du(*) mg/l Hach 8021 0,2-1,0 0,58
4 | Mau sic(*) TCU TCVN 6185: 2015 15 5,40
. Khéng c¢6 mui .
5 | Mui- vi(*) - HDTN 04- 2019 " Khéng ¢6 mui vi la
vila i 3
6 | Sat(**) mg/1 TCVN 6177:1996 0,3 0,05
7 | Amoni(*¥) (tinh theo N) mg/1 TCVN 5988:1995 0,3
(LOQ=0,2)
) SMEWW 4500 (NO; )
8 | Nitrat(**) (tinh theo N) mg/] 2 0,65
E:2017
TCVN 6178:1996 KPH
9 | Nitrit(**) (tinh theo N) mg/] 0,05
(ISO 6777:1984) (LOQ=0,015)
TS-KT-QP-03:2019
KPH
10 | Mangan(**) mg/l (Ref. TCVN: 6665:2011 0,1
(LOQ=0,007)
SMEWW 3120:2017)
11 | Chi mg/l Noi bd 0,01 0,00
12 | Péng mg/l Hach 8506 1 0,00
13 | Kém mg/1 Hach 8009 2 0,00

14 | Nhém : mg/l Hach 8012 0,2 KPH




Gi6i han theo B
TT Chi tiéu phan tich Don vi Phwong phap thir QCVN Két qua
01-1:2018/BYT ‘
15 | Xyanua mg/1 NGi bg 0,05 0,00
KPH
16 | Cadmi(**) mg/1 TS-KT-QP-28:2021 0,003
(LOQ=0,0003)
17 | B3 cimg(**) mg/l TCVN 6224:1996 300 52,22
18 | Clorua (**) mg/1 TCVN 6194:1996 250 8,51
19 | Chi s0 pemanganat(**) mg/1 TCVN 6186:1996 2 0,64
SMEWW 4500 (SO,* )
20 | Sunfat(**) mg/l 250 918
E:2017
21 | Sunfua mg/1 N&i bo | 0,05 0,00
KPH
22 | Clofroms(**) CFU/100ml TCVN 6187-1:2009 <3
(CFU/100ml)
KPH
23 | E.coli(**) CFU/100ml TCVN 6187-1:2009 <1
(CFU/100ml)
Ghi chu:

- Giti han theo QCVN: 01-1:2018/BYT
- Két qua ndy chi ¢6 gié tri trén méu thi
- KPH: Khéng phdt hign (Nghia ld dwdi nguwéng phdt hién ciia phwong phap)
- Khéng dwge trich sao mot phin két qua nay néu khéng dicge su dong y ciia Cong ty ¢ phin cdp nwée Phii The
- Tén miu, tén khdch hang ghi theo yéu citu cita khdch hing
- Khdng nhin khiéu nai trong treing hop khéong cé méu lwu hodc hét thoi han lew mau theo quy dinh
- Chi tiéu dinh ddu (%) U4 chi ticu di dwoc cong nhin phit hop voi ISO/TEC: 17025:2017
- Chi tiéu danh ddu (**) I chi tiéu givi nha thiu phu.
Viét Tri, ngay 31 thang 05 ndam 2023
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CONG TY CO PHAN CAP NUGC PHU THQ
PHONG QUAN LY CHAT LUQNG NUGC
Dia chi: S6 8 — dudng Tran Phi — Tén Dan — Viét Tri — Phii Tho
Tel: 02103846531 - 02103848064

VILAS 1301

86.:65-93/QLCL

Tén khéach hang/ Customer name:

Dia chi/ Address:
Tén maw/ Sample name:

PHIEU KET QUA THU NGHIEM
TEST REPORT

Téan Déan, Vigt Tri, Phua Tho.
Nwée may qua xir Iy xi nghiép cap nwde Trung Nghia
Tinh trang maw/ Obvervation of sample: Dyng trong chai nhya, bdo quan nhiét ¢4 thudong
S6 luong maAu/ Quantity of sample:

Cbng ty ¢d phén cdp nude Phu Tho.

S

Mi s6 mdw/ Code of sample: 11/15/05/23

Ngdy giri mau/ Send date of sample: 15/05/2023 Ngay kiém nghiém/ Check date: 15- 31/05/2023
Luu maw/ Save of sample: Theo QD-01.
Gidi han theo
TT Chi tiéu phéan tich Pon vi Phwong phap thir QCVN Két qua
01-1:2018/BYT
1 | Do duc(®) NTU TCVN 12402-1:2020 2 0,30
2 | pH(*) - TCVN 6492: 2011 6,0- 8,5 7,42
3 | Clo du(*) mg/l Hach 8021 0,2-1,0 0,60
4 | Mau sic(*) TCU TCVN 6185: 2015 15 4,00
Khéng cé mui _
5| Mui- vi(*) - HDTN 04- 2019 - Khéng ¢6 mui vi la
vila
6 | &) mg/l TCVN 6177:1996 0,3 0,04
KPH
7| Amoni(**) (tinh theo N) mg/l TCVN 5988:1995 0,3
(LOQ=0,2)
SMEWW 4500 (NO; )
8 | Nitrat(*¥*) (tinh theo N) mg/l 2 0,66
E:2017
TCVN 6178:1996 KPH
9 | Nitrit(**) (tinh theo N) mg/] 0,05
(ISO 6777:1984) (LOQ=0,015)
TS-KT-QP-03:2019
KPH
10 | Mangan(*¥*) mg/l (Ref. TCVN: 6665:2011 0,1
(LOQ=0,007)
SMEWW 3120:2017)
11 | Chi mg/1 Noi bd 0,01 0,00
12 | Pong mg/l Hach 8506 1 0,00
13 | Kém mg/1 Hach 8009 2 0,00
14 | Nhém mg/] Hach 8012 0,2 KPH




< iE Giéi han theo
TT Chi tiéu phan tich Pon vi Phwong phép thir QCVN Két qua
' 01-1:2018/BYT
15 | Xyanua mg/l No6i bd 0,05 0,00
KPH
16 | Cadmi(**) mg/l TS-KT-QP-28:2021 0,003
(LOQ=0,0003)
17 | Do cimg(**) mg/] TCVN 6224:1996 300 48,00
18 | Clorua (**) mg/1 TCVN 6194:1996 250 8,51
19 | Chi s6 pemanganat(**) mg/l TCVN 6186:1996 2 0,64
SMEWW 4500 (SO,>)
20 | Sunfat(**) mg/1 250 Rl N
E:2017
21 | Sunfua mg/] Noi bo 0,05 0,00
KPH
22 | Clofroms(**) CFU/100ml | TCVN 6187-1:2009 <3
(CFU/100ml)
KPH
23 | E.coli(*¥) CFU/100ml | TCVN 6187-1:2009 <1
(CFU/100ml)
]
Ghi chu:

- Gidi han theo QCVN: 01-1:2018/B¥YT

- Két qué nay chi cé gid trf trén miu thiv

- KPH: Khong phdt hign (Nghia la diedi nguwing phdt hign cita phwong phip)

- Khong dwge trich sao mjt phin két qui niy néu khong diwge sy ding ¥ ciia Céng ty ¢d phan clip nuwéc Phii The
- Tén méu, tén khdch hang ghi theo yéu chu ciia khdch hang

- Khéng nhin khitu nai trong triedng hop khong eé méu luwu hogic hét thii han liew méu theo quy dinh

- Chi tiéu danh ddu (*) la chi tiéu di dwge cong nhin phit hop véi ISO/TEC: 17025:2017

- Chi tiéu ddnh ddu (**) & chi fidu givi nha théu phy.
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Pia chi: S6 8 — dudng Tran Phi — Tan Dén — Viét Tri — Pha Tho LA

Tel: 02103846531 - 02103848064

VILAS 1301 ‘

80:66-45 /QLCL PHIEU KET QUA THU NGHIEM
TEST REPORT
Tén khach hang/ Customer name: Céng ty ¢d phén cdp nude Phi Tho.
Pia chi/ Address: Tan Dén, Viét Tri, Pha Tho.
Tén mav/ Sample name: Nuéc may qua xir Iy xi nghiép cap nwéc Yén Lap
Tinh trang maw Obvervation of sample: Pung trong chai nhua, bao quan nhiét d6 thudng
86 lugng maw/ Quantity of sample: 01 Ma s6 maw/ Code of sample: 12/15/05/23
Ngay glri maw/ Send date of sample: 15/05/2023 Ngay kiém nghiém/ Check date: 15- 31/05/2023
Luu mav/ Save of sample: Theo QB-01.
Gi6i han theo
TT Chi tiéu phan tich Don vi Phwong phap thir QCVN Két qua
01-1:2018/BYT
1 | B due(*) NTU TCVN 12402-1:2020 2 0,30
2 | pH(™) - TCVN 6492: 2011 6,0- 8,5 7,20
3 | Clo du(*) mg/l Hach 8021 0,2- 1,0 0,60
4 | Mau sic(¥) TCU TCVN 6185: 2015 15 4,60
Khong cd mui
5 | Mui- vi(*) - HDTN 04- 2019 . Khéng ¢6 mui vi la
viia
6 | Sat(+*) mg/] TCVN 6177:1996 0,3 0,05
KPH
7 | Amoni(**) (tinh theo N) mg/l TCVN 5988:1995 0,3
(LOQ=0,2)
_ SMEWW 4500 (NO; )
8 | Nitrat(**) (tinh theo N) mg/l 2 0,92
E:2017
TCVN 6178:1996 KPH
9 | Nitrit(**) (tinh theo N) mg/1 0,05
(ISO 6777:1984) (LOQ=0,015)
TS-KT-QP-03:2019
10 | M (%) g/l (Ref. TCVN: 6665:2011 0,1 KPH
angan m ef, : : :
. (LOQ=0,007)
SMEWW 3120:2017)
11 | Chi mg/1 Noi bo 0,01 0,00
12 | Dong mg/] Hach 8506 1 0,00
13 | Kém mg/1 Hach 8009 2 0,00
14 | Nhém mg/1 Hach 8012 0,2 KPH




Gidi han theo
TT Chi tiéu phan tich Don vi Phwong phap thir QCVN Két qua
01-1:2018/BYT

15 | Xyanua mg/1 Noi bo 0,05 0,00

KPH
16 | Cadmi(**) mg/l TS-KT-QP-28:2021 0,003

(LOQ=0,0003)
17 | DO clmg(**) mg/l TCVN 6224:1996 300 56,00
18 | Clorua (**) mg/ TCVN 6194:1996 250 9,93
19 | Chi sb pemanganat(*¥) mg/l TCVN 6186:1996 2 0,48
SMEWW 4500 (SO4” ) \
20 | Sunfat(**) mg/l 250 2,68
E:2017

21 | Sunfua mg/1 Noi bd 0,05 0,00

KPH
22 | Clofroms(**) CFU/100ml | TCVN 6187-1:2009 <3

(CFU/100ml)

KPH

23 | E.coli(*¥) CFU/100ml | TCVN 6187-1:2009 <1
(CFU;’IOOml)J
Ghi chu:

- Gidi han theo QCVN: 01-1:2018/B¥YT
- K&t qui nay chi cé git tvj trén méiu thir

- KPH: Khong phdt hi¢n (Nghia la dwdi ngwéng phdt hign ciia phiwong phdp)
- Khing dwge trich sao mgt phin két qui niy néu khéng dwoc sir déng § cia Cong ty ¢ phin cdp nwoe Phis Tho
- Tén miu, tén khdch hang ghi theo yéu ciu ciia khdch hang
- Khiong nhin khibu nai trong truong hap khkong cé méu liwwe hoge hét thoi han lew mdu theo quy dinh
- Chi tidu danh déu (%) la chi tiéu da dwgc cong nhin phi hop voi ISO/IEC: 17025:2017
- Chi tiéu ddnh diu (**) li chi tiéu givi nha thiu phu.
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CONG TY CO PHAN CAP NUGC PHU THQO

PHONG QUAN LY CHAT LUQNG NUGC '//,
Pia chi: $6 8 — dudong Trin Pht — Tan Dén — Viét Tri —

Tel: 02103846531 - 02103848064

Phi Tho

VILAS 1301

S6: 6+ 23 /OLCL

Tén khach hang/ Customer name:

bj

Tén mav/ Sample name:

a chi/ Address:

PHIEU KET QUA THU NGHIEM
TEST REPORT

Cong ty ¢b phan cip nuée Phi Tho.

Tan Dan, Viét Tri, Phi Tho.

Nuwée méay qua xir Iy xi nghiép cip nwée Té Lé
Tinh trang maw Obvervation of sample: Pung trong chai nhua, bao quan nhiét do thuong

S6 luong m§uf Quantity of sample: 01 Mi s6 n:lﬁuf Code of sample: 13/15/05/23
Ngay gfri maw/ Send date of sample: 15/05/2023 Ngay kiém nghiém/ Check date: 15- 31/05/2023
Luu mav/ Save of sample: Theo Qb-01.
TT | Chi tiéu phén tich . Phuwong phap thir Két qua i
vi 01-1:2018/BYT
1 | D6 duc(*) NTU | TCVN 12402-1:20220 0,30 2
2 | pH(®) - TCVN 6492: 2011 7,20 Trong khoang 6,0- 8,5
3 | Clo du(*) mg/l Hach 8021 0,60 Trong khoang 0,2- 1,0
4 | B mau(¥) mg/l TCVN 6185: 2015 5,00 15
5 | M- vi(®) i HDTN 04- 2019 Khﬁ“i ‘i | Kl s A Ta
6 | Sat(*) mg/l Hach 8112 0,04 0,3
7 | Amoni mg/l Hach 8155 0 0,3
8 | Nitrat mg/l Hach 8039 0,80 2
9 | Nitrit(*) mg/1 TCVN 6178:1996 0 0,05
10 | Mangan(*) mg/l Hach 8034 0,004 0,1
11 | Chi mg/l Né6i b 0 0,01
12 | Bong mg/1 Hach 8506 KPH 1
13 | Kém mg/l Hach 8009 0 2
14 | Nhoém mg/l Hach 8012 KPH 0,2
1S | Xyanua mg/l Noi1 bd 0 0,05
16 | Asen mg/l Noi bd 0 0,01
17 | B cimg(*) mg/l TCVN 6224:1996 50,00 300
18 | Clorua (CI") mg/] TCVN 6194:1996 14,00 250 (hodc 300)
19 | Chi s6 pemanganat(*) | mg/l TCVN 6186:1996 0,35 2
20 | Sunfat mg/1 Hach 8051 4,0 250
21 | Sunfua mg/1 Noi bo 0 0,05




Ghi chii:
- Gidi han theo QCVN: 01-1:2018/BYT
- Két qua nay chi c6 gid tri trén man thiv
- KPH: Khéng phdt hi¢n (Nghia la dweéi nguedng phdt hign ciia phirong phdp)
~ Khong duwge trich sao mpt phin két qud niy néu khéng dwge swe don g ¥ ctia Cng ty ¢ phin clp nwée Phii Tho
- Tén miu, tén khdch hang ghi theo yéu ciu ciia khdch hang
- Khong nhin khiéu nai trong triwong hop khéng c6 mu lau hogc hét thoi han lieu mébu theo quy dinh
- Chi tiéy dinh déu * 1a chi tiéu a@d dwge cong nhiin phit hop voi ISO/TEC: 17025:2017

Viét Tri, ngay 31 thang 05 nam 2023
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